
CUSTOMER NAME: Hillside Medical Center
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FIRE ALARM INSPECTION REPORT

General Inspection Notes
1. Deficiencies found during this inspection:

There are 4 devices 1 combo and 3 smoke detectors located above the ceiling tiles in Suite 101. These were located during this inspection and either need to be
dropped down and remounted or removed.
The duct detector in Suite 104 - MRI Equipment Room - failed to go into alarm or alarm the panel when tested. The device will need to be repaired or replaced.

Building Notes
1. Test Plan

May: Visual Inspection and battery check
November:100% test and inspection

2. Performed the November annual functional inspection of the fire alarm system based on the 2010 edition of NFPA 72. Functionally tested and cleaned all devices as
listed in the final inspection report.Panel and battery tests were performed. Door holders were tested throughout the facility. Air handler shut down was verified when
testing the duct detectors. Audible and visual signals were tested throughout facility. Verified all signals were received by Simplex monitoring.

DEVICE DEFICIENCIES

LOCATION DESCRIPTION ADDRESS DEVICE MAKE MODEL BARCODE DATE OF TEST TYPE IMAGES

B1F1 - Suite 101 Dilation Waiting
Room 1:M1-184 Combo — — — 11/09/2023 FUNCTIONAL

FAILURE —

FAILURE REASON: Device is taped up and located above the ceiling tiles

B1F1 - Suite 104 MRI Equipment
Room 1:M1-97 Duct Detector — — — 11/07/2023 FUNCTIONAL

FAILURE

DEFICIENCY
IMAGES APPENDIX

1.1

FAILURE REASON: Did not alarm the panel

B1F1 - Suite 101 Dilation Waiting
Room 1:M1-185 Heat Detector — — — 11/09/2023 FUNCTIONAL

FAILURE —

FAILURE REASON: Device is taped up and located above the ceiling tiles

B1F1 - Suite 101 By Exam 2 1:M1-175 Smoke Detector — — — 11/09/2023 FUNCTIONAL
FAILURE —

FAILURE REASON: Device is taped up and located above the ceiling tiles

B1F1 - Suite 101
Corridor by

Dilation Waiting
Rm/Office Area

1:M1-176 Smoke Detector — — — 11/09/2023 FUNCTIONAL
FAILURE —

FAILURE REASON: Device is taped up and located above the ceiling tiles

B1F1 - Suite 101

Corridor by
Dilation Waiting

Rm/Dilation Exam
Rms

1:M1-178 Smoke Detector — — — 11/09/2023 FUNCTIONAL
FAILURE —

FAILURE REASON: Device is taped up and located above the ceiling tiles
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CANNOT INSPECT REPORT

LOCATION DESCRIPTION ADDRESS DEVICE MAKE MODEL BARCODE DATE OF TEST TYPE IMAGES

B1F1 - Common
Area Elevator Pit 1:M1-79 Heat Detector — — — 11/08/2023 Cannot Inspect —

Reason cannot inspect: No elevator tech on-site

B1F2 - Common
Area

Top of Elevator
Shaft 1:M2-10 Heat Detector — — — 11/07/2023 Cannot Inspect —

Reason cannot inspect: No elevator tech on-site

B2F2 - Suite 230
(Dr. Shiddiqui) Office Exit 2:M1-160 Pull Station — — — 11/10/2023 Cannot Inspect —

Reason cannot inspect: No access

B1F1 - Common
Area Elevator Pit 1:M1-78 Smoke Detector — — — 11/08/2023 Cannot Inspect —

Reason cannot inspect: No elevator tech on-site

B1F2 - Common
Area

Top of Elevator
Shaft 1:M2-9 Smoke Detector — — — 11/07/2023 Cannot Inspect —

Reason cannot inspect: No elevator tech on-site

INSPECTION RESULTS SUMMARY

DEVICE TYPE INVENTORY COUNT PASSED FAILED CANNOT INSPECT

Annunciator 2 2 0 0

Battery 10 10 0 0

Code Blue Station 17 17 0 0

Combo 6 5 1 0

Duct Detector 30 29 1 0

Heat Detector 22 19 1 2

Master Station 11 11 0 0

Panel 10 10 0 0

Pull Station 46 45 0 1

Smoke Detector 436 431 3 2

Supervisory - Call for Aid Station 22 22 0 0

TOTAL 612 601 6 5
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Panels/Initiating Devices

INSPECTION RESULTS SUMMARY

DEVICE TYPE INVENTORY COUNT PASSED FAILED CANNOT INSPECT

Annunciator 2 2 0 0

Battery 10 10 0 0

Code Blue Station 17 17 0 0

Combo 6 5 1 0

Duct Detector 30 29 1 0

Heat Detector 22 19 1 2

Master Station 11 11 0 0

Panel 10 10 0 0

Pull Station 46 45 0 1

Smoke Detector 436 431 3 2

Supervisory - Call for Aid Station 22 22 0 0

FACP PANELS

# LOCATION DESCRIPTION MANUFACTURER MODEL DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

1 B2F1 - Suite 130
(Surgical Center)

IT Closet by
Restrooms/

Waiting (Nurse
Call)

Simplex EZ400UL Panel — Charles L. Miller 11/08/2023 Passed

Is the panel in a normal condition at the start of the inspection? Yes

Alarm, Supervisory, and Trouble Signals (Inputs) Yes

MASTERBOX / CENTRAL STATION ACCOUNT # N/A

2 B2F1 - Common
Area

Electrical Room by
Connector (Node

2)
Simplex 4100U Panel — Charles L. Miller 11/10/2023 Passed

Is the panel in a normal condition at the start of the inspection? Yes

Alarm, Supervisory, and Trouble Signals (Inputs) Yes

Circuit Supervisory (Including Opens, Shorts & Ground Faults) Yes

Alarm verification sequence verified Yes

POWER SUPPLY SUPV - LOSS OF AC POWER/BATTS Yes

Fuses/Lamps/LED Tested & Verified Yes

MAIN POWER SUPPLY TESTED UNDER FULL LOAD Yes

INITIATING DEVICES TEST Yes

MASTERBOX / CENTRAL STATION ACCOUNT # 210-6808

ALARM NOTIFICATION APPLIANCES TESTED Yes

Primary Power- Nominal Voltage 120

Disconnecting means location Panel HP(left) -
Breaker 52
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Panels/Initiating Devices

FACP PANELS

# LOCATION DESCRIPTION MANUFACTURER MODEL DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

3 B1F1 - Common
Area

Electrical Room by
Vending (Node 1) Simplex 4100U Panel — Charles L. Miller 11/10/2023 Passed

Is the panel in a normal condition at the start of the inspection? Yes

Alarm, Supervisory, and Trouble Signals (Inputs) Yes

Circuit Supervisory (Including Opens, Shorts & Ground Faults) Yes

Alarm verification sequence verified Yes

POWER SUPPLY SUPV - LOSS OF AC POWER/BATTS Yes

Fuses/Lamps/LED Tested & Verified Yes

INTERFACE EQUIP VERIFICATION OF REQUIRED SIGNALS Yes

MAIN POWER SUPPLY TESTED UNDER FULL LOAD Yes

INITIATING DEVICES TEST Yes

MASTERBOX / CENTRAL STATION ACCOUNT # 210-6808

ALARM NOTIFICATION APPLIANCES TESTED Yes

Primary Power- Nominal Voltage 120

Disconnecting means location Suite 101 -
NEP101 - Breaker

31

NAC PANELS

# LOCATION DESCRIPTION MANUFACTURER MODEL DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

1 B1F1 - Common
Area

Electrical Room by
Vending (NAC 1) Simplex 4009 Panel — Danielle Wray 11/08/2023 Passed

Lamps/LEDs/LCDs Yes

Fuses Yes

Primary Power Supply Yes

Secondary Power Supply Yes

Trouble Signals Yes

2 B1F1 - Common
Area

Electrical Room by
Vending (NAC 2) Simplex 4009 Panel — Danielle Wray 11/08/2023 Passed

Lamps/LEDs/LCDs Yes

Fuses Yes

Primary Power Supply Yes

Secondary Power Supply Yes

Trouble Signals Yes

3 B2F1 - Suite 115/
120 (Pain Mgmt)

Communication
Equipment Room Simplex 4009 Panel — Charles L. Miller 11/08/2023 Passed

Lamps/LEDs/LCDs Yes

Fuses Yes

Primary Power Supply Yes

Secondary Power Supply Yes

Trouble Signals Yes
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Panels/Initiating Devices

NAC PANELS

# LOCATION DESCRIPTION MANUFACTURER MODEL DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

4 B2F1 - Suite 130
(Surgical Center)

IT Closet by
Restrooms/

Waiting
Simplex 4009 Panel — Charles L. Miller 11/08/2023 Passed

Lamps/LEDs/LCDs Yes

Fuses Yes

Primary Power Supply Yes

Secondary Power Supply Yes

Trouble Signals Yes

5 B2F2 - Common
Area Janitors Closet Simplex 4009 Panel — Charles L. Miller 11/08/2023 Passed

Lamps/LEDs/LCDs Yes

Fuses Yes

Primary Power Supply Yes

Secondary Power Supply Yes

Trouble Signals Yes

6 B2F2 - Suite 240
(Dr. Thomas)

Communication
Rm Simplex 4009 Panel — Charles L. Miller 11/08/2023 Passed

Lamps/LEDs/LCDs Yes

Fuses Yes

Primary Power Supply Yes

Secondary Power Supply Yes

Trouble Signals Yes

7 B2F2 - Suite 225
(Dr. May)

Electrical Room
(Dr. May) Simplex 4009 Panel — Charles L. Miller 11/08/2023 Passed

Lamps/LEDs/LCDs Yes

Fuses Yes

Primary Power Supply Yes

Secondary Power Supply Yes

Trouble Signals Yes

BATTERIES

# LOCATION DESCRIPTION DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

1 B1F1 - Common Area Electrical Room by
Vending (NAC 2) Battery — Danielle Wray 11/08/2023 Passed

Quantity (Enter 2 if answering for a set) 2

Amp hour rating 12

Visual inspection Pass

Has the Alarm Equipment or Battery Manufacturer’s Replacement Date Been Exceeded? Pass

Manufacturer Date Code 06/20

Voltage with charger 27.6

Voltage without charger 25.7

Load Voltage Test Pass

Load Voltage Test Results (%) 100
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Panels/Initiating Devices

BATTERIES

# LOCATION DESCRIPTION DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

2 B1F1 - Common Area Electrical Room by
Vending (NAC 1) Battery — Danielle Wray 11/08/2023 Passed

Quantity (Enter 2 if answering for a set) 2

Amp hour rating 12

Visual inspection Pass

Has the Alarm Equipment or Battery Manufacturer’s Replacement Date Been Exceeded? Pass

Manufacturer Date Code 5/21

Voltage with charger 27.4

Voltage without charger 26

Load Voltage Test Pass

Load Voltage Test Results (%) 100

3 B2F1 - Suite 130
(Surgical Center)

IT Closet by Restrooms/
Waiting (NAC) Battery — Charles L. Miller 11/08/2023 Passed

Quantity (Enter 2 if answering for a set) 2

Amp hour rating 8

Visual inspection Pass

Has the Alarm Equipment or Battery Manufacturer’s Replacement Date Been Exceeded? Pass

Manufacturer Date Code 4/19

Voltage with charger 27.7

Voltage without charger 26.7

Load Voltage Test Pass

Load Voltage Test Results (%) 100

4 B1F1 - Common Area Electrical Room by
Vending (Node 1) Battery — Charles L. Miller 11/08/2023 Passed

Quantity (Enter 2 if answering for a set) 2

Amp hour rating 26

Visual inspection Pass

Has the Alarm Equipment or Battery Manufacturer’s Replacement Date Been Exceeded? Pass

Manufacturer Date Code 4/22

Voltage with charger 27.1

Voltage without charger 26.1

Load Voltage Test Pass

Load Voltage Test Results (%) 90

5 B2F1 - Suite 115/120
(Pain Mgmt)

Communication
Equipment Rm Battery — Charles L. Miller 11/08/2023 Passed

Quantity (Enter 2 if answering for a set) 2

Amp hour rating 8

Visual inspection Pass

Has the Alarm Equipment or Battery Manufacturer’s Replacement Date Been Exceeded? Pass

Manufacturer Date Code 04/19

Voltage with charger 27.3

Voltage without charger 25.7

Load Voltage Test Pass

Load Voltage Test Results (%) 100
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Panels/Initiating Devices

BATTERIES

# LOCATION DESCRIPTION DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

6 B2F1 - Common Area Electrical Room by
Connector (Node 2) Battery — Charles L. Miller 11/08/2023 Passed

Quantity (Enter 2 if answering for a set) 2

Amp hour rating 33 Square

Visual inspection Pass

Has the Alarm Equipment or Battery Manufacturer’s Replacement Date Been Exceeded? Pass

Manufacturer Date Code 5/21

Voltage with charger 27.0

Voltage without charger 25.1

Load Voltage Test Pass

Load Voltage Test Results (%) 70

7 B2F2 - Suite 240 (Dr.
Thomas) Communication Rm Battery — Charles L. Miller 11/08/2023 Passed

Quantity (Enter 2 if answering for a set) 2

Amp hour rating 12

Visual inspection Pass

Has the Alarm Equipment or Battery Manufacturer’s Replacement Date Been Exceeded? Pass

Manufacturer Date Code 11/20

Voltage with charger 27.4

Voltage without charger 25.9

Load Voltage Test Pass

Load Voltage Test Results (%) 100

8 B2F2 - Suite 225 (Dr.
May)

Mechanical Room (Dr.
May) Battery — Charles L. Miller 11/08/2023 Passed

Quantity (Enter 2 if answering for a set) 2

Amp hour rating 12

Visual inspection Pass

Has the Alarm Equipment or Battery Manufacturer’s Replacement Date Been Exceeded? Pass

Manufacturer Date Code 11/20

Voltage with charger 27.8

Voltage without charger 25.7

Load Voltage Test Pass

Load Voltage Test Results (%) 100

9 B2F2 - Common Area Janitors Closet Battery — Charles L. Miller 11/08/2023 Passed

Quantity (Enter 2 if answering for a set) 2

Amp hour rating 8

Visual inspection Pass

Has the Alarm Equipment or Battery Manufacturer’s Replacement Date Been Exceeded? Pass

Manufacturer Date Code 3/21

Voltage with charger 27.6

Voltage without charger 25.6

Load Voltage Test Pass

Load Voltage Test Results (%) 100
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Panels/Initiating Devices

BATTERIES

# LOCATION DESCRIPTION DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

10 B2F1 - Suite 130
(Surgical Center)

IT Closet by Restrooms/
Waiting (Nurse Call) Battery — Charles L. Miller 11/08/2023 Passed

Quantity (Enter 2 if answering for a set) 2

Amp hour rating 8

Visual inspection Pass

Has the Alarm Equipment or Battery Manufacturer’s Replacement Date Been Exceeded? Pass

Manufacturer Date Code 6/19

Voltage with charger 27.4

Voltage without charger 26.1

Load Voltage Test Pass

Load Voltage Test Results (%) 100

SMOKE DETECTORS

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

1 B1F1 - Common
Area By Elevator 1:M1-76 Smoke Detector — Danielle Wray 11/07/2023 Passed

2 B1F1 - Common
Area By Elevator/Stair 1:M1-247 Smoke Detector — Danielle Wray 11/07/2023 Passed

3 B1F1 - Common
Area By Restrooms 1:M1-90 Smoke Detector — Danielle Wray 11/07/2023 Passed

4 B1F1 - Common
Area

Main Vestibule by
Suite 100 1:M1-249 Smoke Detector — Danielle Wray 11/07/2023 Passed

5 B1F1 - Common
Area By Suite 101 1:M1-135 Smoke Detector — Danielle Wray 11/07/2023 Passed

6 B1F1 - Common
Area By Suite 102 1:M1-167 Smoke Detector — Danielle Wray 11/07/2023 Passed

7 B1F1 - Common
Area By Suite 104 1:M1-132 Smoke Detector — Danielle Wray 11/07/2023 Passed

8 B1F1 - Common
Area By Vending 1:M1-6 Smoke Detector — Danielle Wray 11/07/2023 Passed

9 B1F1 - Common
Area Elevator Pit 1:M1-78 Smoke Detector — Danielle Wray 11/08/2023 Cannot Inspect

Reason cannot inspect: No elevator tech on-site

10 B1F1 - Common
Area Elevator Lobby 1:M1-77 Smoke Detector — Danielle Wray 11/07/2023 Passed

11 B1F1 - Common
Area Janitors Closet 1:M1-189 Smoke Detector — Danielle Wray 11/08/2023 Passed

12 B1F1 - Common
Area Mens Restroom 1:M1-192 Smoke Detector — Danielle Wray 11/07/2023 Passed

13 B1F1 - Common
Area Near Suite 100 1:M1-72 Smoke Detector — Danielle Wray 11/07/2023 Passed

14 B1F1 - Common
Area

Stair Exit behind
Suite 103 1:M1-157 Smoke Detector — Danielle Wray 11/06/2023 Passed

15 B1F1 - Suite 100 Balance Room 1:M1-13 Smoke Detector — Danielle Wray 11/08/2023 Passed

16 B1F1 - Suite 100 By Balance Room 1:M1-23 Smoke Detector — Danielle Wray 11/08/2023 Passed

17 B1F1 - Suite 100 By Exam 2 1:M1-19 Smoke Detector — Danielle Wray 11/08/2023 Passed

18 B1F1 - Suite 100 By Rehab Office 1:M1-21 Smoke Detector — Danielle Wray 11/08/2023 Passed
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Panels/Initiating Devices

SMOKE DETECTORS

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

19 B1F1 - Suite 100 By Staff Kitchen 1:M1-26 Smoke Detector — Danielle Wray 11/08/2023 Passed

20 B1F1 - Suite 100 By Waiting Area 1:M1-68 Smoke Detector — Danielle Wray 11/08/2023 Passed

21 B1F1 - Suite 100 Casting Room 1:M1-22 Smoke Detector — Danielle Wray 11/08/2023 Passed

22 B1F1 - Suite 100 Classroom 1:M1-31 Smoke Detector — Danielle Wray 11/08/2023 Passed

23 B1F1 - Suite 100 Classroom Storage 1:M1-32 Smoke Detector — Danielle Wray 11/08/2023 Passed

24 B1F1 - Suite 100 Coordinator/Fitness
Office 1:M1-70 Smoke Detector — Danielle Wray 11/08/2023 Passed

25 B1F1 - Suite 100 Coordinator/Rehab
Office 1:M1-30 Smoke Detector — Danielle Wray 11/08/2023 Passed

26 B1F1 - Suite 100 Data Room by Exam
1 1:M1-11 Smoke Detector — Danielle Wray 11/08/2023 Passed

27 B1F1 - Suite 100 Doctors Office 1:M1-20 Smoke Detector — Danielle Wray 11/08/2023 Passed

28 B1F1 - Suite 100 At Entrance 1:M1-250 Smoke Detector — Danielle Wray 11/08/2023 Passed

29 B1F1 - Suite 100 Exam 1 1:M1-16 Smoke Detector — Danielle Wray 11/08/2023 Passed

30 B1F1 - Suite 100 Exam 2 1:M1-17 Smoke Detector — Danielle Wray 11/08/2023 Passed

31 B1F1 - Suite 100 Exam 3
(Biomechanical) 1:M1-14 Smoke Detector — Danielle Wray 11/08/2023 Passed

32 B1F1 - Suite 100 Fitness Assessment 1:M1-67 Smoke Detector — Danielle Wray 11/08/2023 Passed

33 B1F1 - Suite 100 Fitness Center 1:M1-62 Smoke Detector — Danielle Wray 11/08/2023 Passed

34 B1F1 - Suite 100 Fitness Center 1:M1-57 Smoke Detector — Danielle Wray 11/08/2023 Passed

35 B1F1 - Suite 100 Fitness Center 1:M1-33 Smoke Detector — Danielle Wray 11/08/2023 Passed

36 B1F1 - Suite 100 Fitness Center 1:M1-61 Smoke Detector — Danielle Wray 11/08/2023 Passed

37 B1F1 - Suite 100 Fitness Center 1:M1-39 Smoke Detector — Danielle Wray 11/08/2023 Passed

38 B1F1 - Suite 100 Fitness Center 1:M1-37 Smoke Detector — Danielle Wray 11/08/2023 Passed

39 B1F1 - Suite 100 Fitness Center 1:M1-60 Smoke Detector — Danielle Wray 11/08/2023 Passed

40 B1F1 - Suite 100 Fitness Center 1:M1-38 Smoke Detector — Danielle Wray 11/08/2023 Passed

41 B1F1 - Suite 100 Fitness Center 1:M1-63 Smoke Detector — Danielle Wray 11/08/2023 Passed

42 B1F1 - Suite 100 Fitness Center 1:M1-36 Smoke Detector — Danielle Wray 11/08/2023 Passed

43 B1F1 - Suite 100 Janitor Closet by
Exam 3 1:M1-15 Smoke Detector — Danielle Wray 11/08/2023 Passed

44 B1F1 - Suite 100 Linen Supply 1:M1-40 Smoke Detector — Danielle Wray 11/08/2023 Passed

45 B1F1 - Suite 100 Mens Locker Room 1:M1-54 Smoke Detector — Danielle Wray 11/08/2023 Passed

46 B1F1 - Suite 100 Movement Room 1:M1-35 Smoke Detector — Danielle Wray 11/08/2023 Passed

47 B1F1 - Suite 100 Movement Room 1:M1-34 Smoke Detector — Danielle Wray 11/08/2023 Passed

48 B1F1 - Suite 100 Reception 1:M1-28 Smoke Detector — Danielle Wray 11/08/2023 Passed

49 B1F1 - Suite 100 Reception Storage 1:M1-29 Smoke Detector — Danielle Wray 11/08/2023 Passed

50 B1F1 - Suite 100 Restroom by
Waiting 1:M1-66 Smoke Detector — Danielle Wray 11/08/2023 Passed

51 B1F1 - Suite 100 Staff Kitchen 1:M1-25 Smoke Detector — Danielle Wray 11/08/2023 Passed
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Panels/Initiating Devices

SMOKE DETECTORS

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

52 B1F1 - Suite 100 Staff Office 1:M1-27 Smoke Detector — Danielle Wray 11/08/2023 Passed

53 B1F1 - Suite 100 Staff Restroom 1:M1-24 Smoke Detector — Danielle Wray 11/08/2023 Passed

54 B1F1 - Suite 100 Traction Room 1:M1-18 Smoke Detector — Danielle Wray 11/08/2023 Passed

55 B1F1 - Suite 100 Utility Vestibule 1:M1-56 Smoke Detector — Danielle Wray 11/08/2023 Passed

56 B1F1 - Suite 100 Vending 1:M1-64 Smoke Detector — Danielle Wray 11/08/2023 Passed

57 B1F1 - Suite 100 Waiting Area 1:M1-69 Smoke Detector — Danielle Wray 11/08/2023 Passed

58 B1F1 - Suite 100 Waiting Area by
Fountains 1:M1-12 Smoke Detector — Danielle Wray 11/08/2023 Passed

59 B1F1 - Suite 100 Womens Locker
Room 1:M1-42 Smoke Detector — Danielle Wray 11/08/2023 Passed

60 B1F1 - Suite 101 By Exam 1 1:M1-174 Smoke Detector — Danielle Wray 11/08/2023 Passed

61 B1F1 - Suite 101 By Exam 2 1:M1-175 Smoke Detector — Danielle Wray 11/09/2023 Failed

Reason for failure: (Functional Failure) Device is taped up and located above the ceiling tiles

62 B1F1 - Suite 101
Corridor by Dilation
Waiting Rm/Office

Area
1:M1-176 Smoke Detector — Danielle Wray 11/09/2023 Failed

Reason for failure: (Functional Failure) Device is taped up and located above the ceiling tiles

63 B1F1 - Suite 101 By Rear Office/Staff
Restroom 1:M1-188 Smoke Detector — Danielle Wray 11/08/2023 Passed

64 B1F1 - Suite 101 Exam 1 1:M1-193 Smoke Detector — Danielle Wray 11/08/2023 Passed

65 B1F1 - Suite 101 Exam 2 1:M1-194 Smoke Detector — Danielle Wray 11/08/2023 Passed

66 B1F1 - Suite 101 Exam 3 1:M1-240 Smoke Detector — Danielle Wray 11/08/2023 Passed

67 B1F1 - Suite 101 Exam 4 1:M1-241 Smoke Detector — Danielle Wray 11/08/2023 Passed

68 B1F1 - Suite 101 Office by IT Closet 1:M1-242 Smoke Detector — Danielle Wray 11/08/2023 Passed

69 B1F1 - Suite 101 Office by Dilating
Waiting Room 1:M1-243 Smoke Detector — Danielle Wray 11/08/2023 Passed

70 B1F1 - Suite 101 Rear Office by Exit 1:M1-248 Smoke Detector — Danielle Wray 11/08/2023 Passed

71 B1F1 - Suite 101 Reception Desk 1:M1-173 Smoke Detector — Danielle Wray 11/08/2023 Passed

72 B1F1 - Suite 101 Large Exam Room 1:M1-177 Smoke Detector — Danielle Wray 11/08/2023 Passed

73 B1F1 - Suite 101 Storage by Staff
Corridor 1:M1-179 Smoke Detector — Danielle Wray 11/08/2023 Passed

74 B1F1 - Suite 101
Corridor by Dilation
Waiting Rm/Dilation

Exam Rms
1:M1-178 Smoke Detector — Danielle Wray 11/09/2023 Failed

Reason for failure: (Functional Failure) Device is taped up and located above the ceiling tiles

75 B1F1 - Suite 101 Staff Corridor by
Rear Office 1:M1-183 Smoke Detector — Danielle Wray 11/08/2023 Passed

76 B1F1 - Suite 101 Staff Corridor 1:M1-181 Smoke Detector — Danielle Wray 11/08/2023 Passed

77 B1F1 - Suite 102 Records 1:M1-168 Smoke Detector — Danielle Wray 11/08/2023 Passed

78 B1F1 - Suite 101 Restroom by Exam
1 1:M1-186 Smoke Detector — Danielle Wray 11/08/2023 Passed

79 B1F1 - Suite 101 Staff Restroom 1:M1-244 Smoke Detector — Danielle Wray 11/08/2023 Passed
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80 B1F1 - Suite 101 Dilation Waiting
Room 1:M1-187 Smoke Detector — Danielle Wray 11/08/2023 Passed

81 B1F1 - Suite 101 Staff Lounge 1:M1-145 Smoke Detector — Danielle Wray 11/08/2023 Passed

82 B1F1 - Suite 101 Waiting Room 1:M1-172 Smoke Detector — Danielle Wray 11/08/2023 Passed

83 B1F1 - Suite 102 Adjustment Room 1:M1-154 Smoke Detector — Danielle Wray 11/08/2023 Passed

84 B1F1 - Suite 102 Admin behind
Receptionist 1:M1-156 Smoke Detector — Danielle Wray 11/08/2023 Passed

85 B1F1 - Suite 102 By Exam Rooms 1:M1-164 Smoke Detector — Danielle Wray 11/08/2023 Passed

86 B1F1 - Suite 102 Electrical Room 1:M1-151 Smoke Detector — Danielle Wray 11/08/2023 Passed

87 B1F1 - Suite 102 Janitor Closet
behind Reception 1:M1-152 Smoke Detector — Danielle Wray 11/08/2023 Passed

88 B1F1 - Suite 102 Prosthetics Room 1:M1-166 Smoke Detector — Danielle Wray 11/08/2023 Passed

89 B1F1 - Suite 102 Prosthetics Room 1:M1-162 Smoke Detector — Danielle Wray 11/08/2023 Passed

90 B1F1 - Suite 102 Receptionist 1:M1-163 Smoke Detector — Danielle Wray 11/08/2023 Passed

91 B1F1 - Suite 102 Restroom 1:M1-144 Smoke Detector — Danielle Wray 11/08/2023 Passed

92 B1F1 - Suite 102 Waiting Room 1:M1-160 Smoke Detector — Danielle Wray 11/08/2023 Passed

93 B1F1 - Suite 102 Work Room/Fitting
Room 1:M1-169 Smoke Detector — Danielle Wray 11/08/2023 Passed

94 B1F1 - Suite 103 Alcove at
Receptionist 1:M2-136 Smoke Detector — Danielle Wray 11/07/2023 Passed

95 B1F1 - Suite 103 Allergy Suite Shot
Room 1:M2-149 Smoke Detector — Danielle Wray 11/07/2023 Passed

96 B1F1 - Suite 103 Audiology Room 1:M1-170 Smoke Detector — Danielle Wray 11/07/2023 Passed

97 B1F1 - Suite 103 Audiologist Exam
Room 1:M2-109 Smoke Detector — Danielle Wray 11/07/2023 Passed

98 B1F1 - Suite 103 Audiologist Office
thru Exam Room 1:M1-171 Smoke Detector — Danielle Wray 11/07/2023 Passed

99 B1F1 - Suite 103 By Exam 3 1:M1-149 Smoke Detector — Danielle Wray 11/07/2023 Passed

100 B1F1 - Suite 103 By Reception Desk 1:M2-108 Smoke Detector — Danielle Wray 11/07/2023 Passed

101 B1F1 - Suite 103 Exam 1 1:M1-147 Smoke Detector — Danielle Wray 11/07/2023 Passed

102 B1F1 - Suite 103 Exam 2 1:M1-148 Smoke Detector — Danielle Wray 11/07/2023 Passed

103 B1F1 - Suite 103 Exam 3 1:M1-150 Smoke Detector — Danielle Wray 11/07/2023 Passed

104 B1F1 - Suite 103 Exam 4 1:M1-155 Smoke Detector — Danielle Wray 11/07/2023 Passed

105 B1F1 - Suite 103 Lab 1:M1-153 Smoke Detector — Danielle Wray 11/07/2023 Passed

106 B1F1 - Suite 103 Lounge 1:M2-114 Smoke Detector — Danielle Wray 11/07/2023 Passed

107 B1F1 - Suite 103 Office at Exam
Rooms 1:M1-146 Smoke Detector — Danielle Wray 11/07/2023 Passed

108 B1F1 - Suite 103 Office in Allergy
Suite 1:M2-111 Smoke Detector — Danielle Wray 11/07/2023 Passed

109 B1F1 - Suite 103 Procedure Room 5 1:M1-158 Smoke Detector — Danielle Wray 11/07/2023 Passed

110 B1F1 - Suite 103 Reception Area 1:M2-115 Smoke Detector — Danielle Wray 11/07/2023 Passed

111 B1F1 - Suite 103 Restroom 1:M2-110 Smoke Detector — Danielle Wray 11/07/2023 Passed
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112 B1F1 - Suite 103 Waiting Room 1:M2-143 Smoke Detector — Danielle Wray 11/07/2023 Passed

113 B1F1 - Suite 104 By DEXA 1:M1-91 Smoke Detector — Danielle Wray 11/07/2023 Passed

114 B1F1 - Suite 104 By Dressing Room 2 1:M1-117 Smoke Detector — Danielle Wray 11/07/2023 Passed

115 B1F1 - Suite 104 By Interview Room 1:M1-102 Smoke Detector — Danielle Wray 11/07/2023 Passed

116 B1F1 - Suite 104 By Interview Room/
MRI Equip Rm 1:M1-106 Smoke Detector — Danielle Wray 11/07/2023 Passed

117 B1F1 - Suite 104 By MRI 1:M1-93 Smoke Detector — Danielle Wray 11/07/2023 Passed

118 B1F1 - Suite 104 By Radiographic Rm
1 1:M1-121 Smoke Detector — Danielle Wray 11/07/2023 Passed

119 B1F1 - Suite 104 By Staff Lounge 1:M1-127 Smoke Detector — Danielle Wray 11/07/2023 Passed

120 B1F1 - Suite 104 By Staff Restroom 1:M1-130 Smoke Detector — Danielle Wray 11/07/2023 Passed

121 B1F1 - Suite 104 CAT Scan Rm 1:M1-94 Smoke Detector — Danielle Wray 11/07/2023 Passed

122 B1F1 - Suite 104 Dark Room 1:M1-113 Smoke Detector — Danielle Wray 11/07/2023 Passed

123 B1F1 - Suite 104 DEXA 1:M1-92 Smoke Detector — Danielle Wray 11/07/2023 Passed

124 B1F1 - Suite 104 Dressing Room 1 1:M1-116 Smoke Detector — Danielle Wray 11/07/2023 Passed

125 B1F1 - Suite 104 Dressing Room 2 1:M1-118 Smoke Detector — Danielle Wray 11/07/2023 Passed

126 B1F1 - Suite 104 Dressing Room 3 1:M1-100 Smoke Detector — Danielle Wray 11/07/2023 Passed

127 B1F1 - Suite 104 Dressing Room 4 1:M1-99 Smoke Detector — Danielle Wray 11/07/2023 Passed

128 B1F1 - Suite 104 Front Desk 1:M1-129 Smoke Detector — Danielle Wray 11/07/2023 Passed

129 B1F1 - Suite 104 Interview Room 1:M1-101 Smoke Detector — Danielle Wray 11/07/2023 Passed

130 B1F1 - Suite 104 Janitor Closet by
Interview Rm 1:M1-109 Smoke Detector — Danielle Wray 11/07/2023 Passed

131 B1F1 - Suite 104 Lab Services 1:M1-128 Smoke Detector — Danielle Wray 11/07/2023 Passed

132 B1F1 - Suite 104 Mammography 1:M1-105 Smoke Detector — Danielle Wray 11/07/2023 Passed

133 B1F1 - Suite 104 MRI Control Room 1:M1-95 Smoke Detector — Danielle Wray 11/07/2023 Passed

134 B1F1 - Suite 104 MRI Control Rm
Storage/Electrical 1:M1-96 Smoke Detector — Danielle Wray 11/07/2023 Passed

135 B1F1 - Suite 104 MRI Equipment
Room 1:M1-107 Smoke Detector — Danielle Wray 11/07/2023 Passed

136 B1F1 - Suite 104 Office by Sorting
Room 1:M1-112 Smoke Detector — Danielle Wray 11/07/2023 Passed

137 B1F1 - Suite 104 Radiographic Room
1 1:M1-122 Smoke Detector — Danielle Wray 11/07/2023 Passed

138 B1F1 - Suite 104 Reading Room 1:M1-114 Smoke Detector — Danielle Wray 11/07/2023 Passed

139 B1F1 - Suite 104 Restroom by
Dressing Rm 2 1:M1-119 Smoke Detector — Danielle Wray 11/07/2023 Passed

140 B1F1 - Suite 104 Restroom by
Radiographic Rm 1:M1-123 Smoke Detector — Danielle Wray 11/07/2023 Passed

141 B1F1 - Suite 104 Restroom by
Ultrasound 1:M1-103 Smoke Detector — Danielle Wray 11/07/2023 Passed

142 B1F1 - Suite 104 Restroom in
Radiographic Rm 1:M1-120 Smoke Detector — Danielle Wray 11/07/2023 Passed
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143 B1F1 - Suite 104 Sorting Room 1:M1-115 Smoke Detector — Danielle Wray 11/07/2023 Passed

144 B1F1 - Suite 104 Staff Lounge 1:M1-126 Smoke Detector — Danielle Wray 11/07/2023 Passed

145 B1F1 - Suite 104 Staff Restroom 1:M1-124 Smoke Detector — Danielle Wray 11/07/2023 Passed

146 B1F1 - Suite 104 Storage Room 1:M1-125 Smoke Detector — Danielle Wray 11/07/2023 Passed

147 B1F1 - Suite 104 Ultrasound 1:M1-104 Smoke Detector — Danielle Wray 11/07/2023 Passed

148 B1F1 - Suite 104 Waiting Room 1:M1-131 Smoke Detector — Danielle Wray 11/07/2023 Passed

149 B1F1 - Suite 105 By Storage 3 1:M1-87 Smoke Detector — Danielle Wray 11/06/2023 Passed

150 B1F1 - Suite 105 Storage 2 1:M1-84 Smoke Detector — Danielle Wray 11/06/2023 Passed

151 B1F1 - Suite 105 Storage 3 1:M1-86 Smoke Detector — Danielle Wray 11/06/2023 Passed

152 B1F1 - Suite 105 Lab 1:M1-88 Smoke Detector — Danielle Wray 11/06/2023 Passed

153 B1F1 - Suite 105 Office 1:M1-89 Smoke Detector — Danielle Wray 11/06/2023 Passed

154 B1F1 - Suite 105 Reception 1:M1-83 Smoke Detector — Danielle Wray 11/06/2023 Passed

155 B1F1 - Suite 105 Restroom 1:M1-85 Smoke Detector — Danielle Wray 11/06/2023 Passed

156 B1F1 - Suite 105 Storage 1 1:M1-82 Smoke Detector — Danielle Wray 11/06/2023 Passed

157 B1F1 - Suite 105 Waiting Restroom 1:M1-81 Smoke Detector — Danielle Wray 11/06/2023 Passed

158 B1F1 - Suite 105 Waiting Room 1:M1-80 Smoke Detector — Danielle Wray 11/06/2023 Passed

159 B1F1 - Common
Area Restroom Alcove 1:M1-191 Smoke Detector — Danielle Wray 11/07/2023 Passed

160 B1F1 - Common
Area Vending 1:M1-7 Smoke Detector — Danielle Wray 11/07/2023 Passed

161 B1F1 - Common
Area

Vestibule by Suite
100 1:M1-73 Smoke Detector — Danielle Wray 11/07/2023 Passed

162 B1F1 - Common
Area

Vestibule by Suite
104 1:M1-133 Smoke Detector — Danielle Wray 11/07/2023 Passed

163 B1F1 - Common
Area Womens Restroom 1:M1-190 Smoke Detector — Danielle Wray 11/07/2023 Passed

164 B1F2 - Common
Area

Building 2
Connector (Alarms

both panels)
1:M2-1 Smoke Detector — Danielle Wray 11/07/2023 Passed

165 B1F2 - Common
Area By Café Entrance 1:M2-229 Smoke Detector — Danielle Wray 11/06/2023 Passed

166 B1F2 - Common
Area By Stairs/Café 1:M2-4 Smoke Detector — Danielle Wray 11/06/2023 Passed

167 B1F2 - Common
Area By Suite 200 1:M2-219 Smoke Detector — Danielle Wray 11/06/2023 Passed

168 B1F2 - Common
Area By Suite 201 1:M2-250 Smoke Detector — Danielle Wray 11/06/2023 Passed

169 B1F2 - Common
Area By Suite 203 1:M1-238 Smoke Detector — Danielle Wray 11/06/2023 Passed

170 B1F2 - Common
Area By Suite 204 1:M1-239 Smoke Detector — Danielle Wray 11/06/2023 Passed

171 B1F2 - Common
Area By Suite 205 1:M2-145 Smoke Detector — Danielle Wray 11/06/2023 Passed

172 B1F2 - Common
Area By Suite 207 1:M2-15 Smoke Detector — Danielle Wray 11/06/2023 Passed
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173 B1F2 - Common
Area By Suite 209 1:M2-246 Smoke Detector — Danielle Wray 11/06/2023 Passed

174 B1F2 - Common
Area By Suite 209 1:M2-244 Smoke Detector — Danielle Wray 11/06/2023 Passed

175 B1F2 - Café Café at Entrance 1:M2-247 Smoke Detector — Danielle Wray 11/07/2023 Passed

176 B1F2 - Café Café Dining Area 1:M2-13 Smoke Detector — Danielle Wray 11/07/2023 Passed

177 B1F2 - Café Café Kitchen 1:M2-12 Smoke Detector — Danielle Wray 11/07/2023 Passed

178 B1F2 - Common
Area Elevator Lobby 1:M2-8 Smoke Detector — Danielle Wray 11/06/2023 Passed

179 B1F2 - Common
Area

Top of Elevator
Shaft 1:M2-9 Smoke Detector — Danielle Wray 11/07/2023 Cannot Inspect

Reason cannot inspect: No elevator tech on-site

180 B1F2 - Common
Area

Janitors Closet by
Café 1:M2-5 Smoke Detector — Danielle Wray 11/06/2023 Passed

181 B1F2 - Common
Area Mens Restroom 1:M2-11 Smoke Detector — Danielle Wray 11/06/2023 Passed

182 B1F2 - Common
Area

Stair by Suite 209
(Middle) 1:M2-249 Smoke Detector — Danielle Wray 11/06/2023 Passed

183 B1F2 - Common
Area

Top of Stair by Suite
209 1:M2-248 Smoke Detector — Danielle Wray 11/06/2023 Passed

184 B1F2 - Common
Area

Stair D - Center
Staircase 1:M2-133 Smoke Detector — Danielle Wray 11/06/2023 Passed

185 B1F2 - Suite 200 By Conference
Room 1:M1-225 Smoke Detector — Danielle Wray 11/06/2023 Passed

186 B1F2 - Suite 200 By Data Room 1:M1-217 Smoke Detector — Danielle Wray 11/06/2023 Passed

187 B1F2 - Suite 200 By Janitors Closet 1:M2-239 Smoke Detector — Danielle Wray 11/06/2023 Passed

188 B1F2 - Suite 200 By Janitors Closet 1:M2-237 Smoke Detector — Danielle Wray 11/06/2023 Passed

189 B1F2 - Suite 200 By Office 1:M1-216 Smoke Detector — Danielle Wray 11/06/2023 Passed

190 B1F2 - Suite 200 By Pulmonary
Function 1:M2-232 Smoke Detector — Danielle Wray 11/06/2023 Passed

191 B1F2 - Suite 200 By Reception 1:M1-226 Smoke Detector — Danielle Wray 11/06/2023 Passed

192 B1F2 - Suite 200 By Restroom 1:M1-237 Smoke Detector — Danielle Wray 11/06/2023 Passed

193 B1F2 - Suite 200 Conference Room 1:M2-224 Smoke Detector — Danielle Wray 11/06/2023 Passed

194 B1F2 - Suite 200 Center Hall by
Conference Rm 1:M1-218 Smoke Detector — Danielle Wray 11/06/2023 Passed

195 B1F2 - Suite 200 Center Hall by
Room 5 1:M1-221 Smoke Detector — Danielle Wray 11/06/2023 Passed

196 B1F2 - Suite 200 Dirty Equipment
Room 1:M2-235 Smoke Detector — Danielle Wray 11/06/2023 Passed

197 B1F2 - Suite 200 Doctors Office 1:M1-234 Smoke Detector — Danielle Wray 11/06/2023 Passed

198 B1F2 - Suite 200 Exam 3 1:M1-224 Smoke Detector — Danielle Wray 11/06/2023 Passed

199 B1F2 - Suite 200 Exam 4 1:M1-222 Smoke Detector — Danielle Wray 11/06/2023 Passed

200 B1F2 - Suite 200 Exam 5 1:M1-223 Smoke Detector — Danielle Wray 11/06/2023 Passed

201 B1F2 - Suite 200 Exam 6 1:M1-220 Smoke Detector — Danielle Wray 11/06/2023 Passed

Fire Alarm v2–Annual

Customer: Hillside Medical Center
Building: 1019623 - HILLSIDE MEDICAL 1

Address: 250 Fame Ave, Ste 208, HANOVER, PA, 17331

Fire Alarm v2 | 11/10/2023 Page 14 of 33



Panels/Initiating Devices

SMOKE DETECTORS

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

202 B1F2 - Suite 200
Exam Rm by

Pulmonary Function
Testing

1:M2-231 Smoke Detector — Danielle Wray 11/06/2023 Passed

203 B1F2 - Suite 200
Exam Rm by

Pulmonary Function
Testing

1:M2-230 Smoke Detector — Danielle Wray 11/06/2023 Passed

204 B1F2 - Suite 200 Janitors Closet 1:M2-240 Smoke Detector — Danielle Wray 11/06/2023 Passed

205 B1F2 - Suite 200 Lounge 1:M1-232 Smoke Detector — Danielle Wray 11/06/2023 Passed

206 B1F2 - Suite 200 Lung and Sleep 1:M2-227 Smoke Detector — Danielle Wray 11/06/2023 Passed

207 B1F2 - Suite 200 Lung and Sleep 1:M2-226 Smoke Detector — Danielle Wray 11/06/2023 Passed

208 B1F2 - Suite 200 Office by Nurses 1:M1-235 Smoke Detector — Danielle Wray 11/06/2023 Passed

209 B1F2 - Suite 200 Office by Tobacco
Cessation 1:M1-230 Smoke Detector — Danielle Wray 11/06/2023 Passed

210 B1F2 - Suite 200 Office in Lung and
Sleep 1:M2-228 Smoke Detector — Danielle Wray 11/06/2023 Passed

211 B1F2 - Suite 200 Pulmonary Function
(High) 1:M2-233 Smoke Detector — Danielle Wray 11/06/2023 Passed

212 B1F2 - Suite 200 Pulmonary Office 1:M1-233 Smoke Detector — Danielle Wray 11/06/2023 Passed

213 B1F2 - Suite 200 Reception 1:M1-227 Smoke Detector — Danielle Wray 11/06/2023 Passed

214 B1F2 - Suite 200 Reception 1:M1-231 Smoke Detector — Danielle Wray 11/06/2023 Passed

215 B1F2 - Suite 200 Staff Restroom 1:M1-236 Smoke Detector — Danielle Wray 11/06/2023 Passed

216 B1F2 - Suite 200 Restroom by
Conference Room 1:M1-228 Smoke Detector — Danielle Wray 11/06/2023 Passed

217 B1F2 - Suite 200 Restroom in
Pulmonary Function 1:M2-234 Smoke Detector — Danielle Wray 11/06/2023 Passed

218 B1F2 - Suite 200 Tobacco Cessation 1:M1-229 Smoke Detector — Danielle Wray 11/06/2023 Passed

219 B1F2 - Suite 201 Allergy Shot Room 1:M2-194 Smoke Detector — Danielle Wray 11/06/2023 Passed

220 B1F2 - Suite 201 Allergy Test Room 1:M2-213 Smoke Detector — Danielle Wray 11/06/2023 Passed

221 B1F2 - Suite 201 Audio Exam 1:M2-209 Smoke Detector — Danielle Wray 11/06/2023 Passed

222 B1F2 - Suite 201
Corridor between
201/204 (access

thru 201)
1:M2-188 Smoke Detector — Danielle Wray 11/06/2023 Passed

223 B1F2 - Suite 201 Break Room 1:M2-208 Smoke Detector — Danielle Wray 11/06/2023 Passed

224 B1F2 - Suite 201 By Allergy Room 1:M2-207 Smoke Detector — Danielle Wray 11/06/2023 Passed

225 B1F2 - Suite 201 By Procedure Room 1:M2-204 Smoke Detector — Danielle Wray 11/06/2023 Passed

226 B1F2 - Suite 201 Exam 1 1:M2-195 Smoke Detector — Danielle Wray 11/06/2023 Passed

227 B1F2 - Suite 201 Exam 2 1:M2-196 Smoke Detector — Danielle Wray 11/06/2023 Passed

228 B1F2 - Suite 201 Exam 3 1:M2-197 Smoke Detector — Danielle Wray 11/06/2023 Passed

229 B1F2 - Suite 201 Exam 4 1:M2-198 Smoke Detector — Danielle Wray 11/06/2023 Passed

230 B1F2 - Suite 201 Exam 5 1:M2-200 Smoke Detector — Danielle Wray 11/06/2023 Passed

231 B1F2 - Suite 201 Exam 7 1:M2-210 Smoke Detector — Danielle Wray 11/06/2023 Passed

232 B1F2 - Suite 201 Exam 8 1:M2-212 Smoke Detector — Danielle Wray 11/06/2023 Passed
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233 B1F2 - Suite 201 Janitor/Electrical
Closet 1:M2-190 Smoke Detector — Danielle Wray 11/06/2023 Passed

234 B1F2 - Suite 201 Lab 1:M2-216 Smoke Detector — Danielle Wray 11/06/2023 Passed

235 B1F2 - Suite 201 Office by Exam 5 1:M2-199 Smoke Detector — Danielle Wray 11/06/2023 Passed

236 B1F2 - Suite 201 Procedure Room 1:M2-201 Smoke Detector — Danielle Wray 11/06/2023 Passed

237 B1F2 - Suite 201 Reception Desk 1:M2-211 Smoke Detector — Danielle Wray 11/06/2023 Passed

238 B1F2 - Suite 201 Restroom 1:M2-205 Smoke Detector — Danielle Wray 11/06/2023 Passed

239 B1F2 - Suite 201 Restroom by Exam
1 1:M2-192 Smoke Detector — Danielle Wray 11/06/2023 Passed

240 B1F2 - Suite 201 Waiting Room 1:M2-191 Smoke Detector — Danielle Wray 11/06/2023 Passed

241 B1F2 - Suite 200 By Exam 2 (202) 1:M1-3 Smoke Detector — Danielle Wray 11/06/2023 Passed

242 B1F2 - Suite 200 Doctors Office (202) 1:M1-210 Smoke Detector — Danielle Wray 11/07/2023 Passed

243 B1F2 - Suite 200 Exam 1 (202) 1:M1-2 Smoke Detector — Danielle Wray 11/06/2023 Passed

244 B1F2 - Suite 200 Exam 2 (202) 1:M1-206 Smoke Detector — Danielle Wray 11/06/2023 Passed

245 B1F2 - Suite 200 Office (202) 1:M1-207 Smoke Detector — Danielle Wray 11/06/2023 Passed

246 B1F2 - Suite 200 Office by Exam 2
(202) 1:M1-209 Smoke Detector — Danielle Wray 11/06/2023 Passed

247 B1F2 - Suite 200 Reception (202) 1:M1-4 Smoke Detector — Danielle Wray 11/06/2023 Passed

248 B1F2 - Suite 200 Restroom by Exam
2 (202) 1:M1-208 Smoke Detector — Danielle Wray 11/06/2023 Passed

249 B1F2 - Suite 200 Waiting Room (202) 1:M1-205 Smoke Detector — Danielle Wray 11/06/2023 Passed

250 B1F2 - Suite 200 Alcove (203) 1:M1-198 Smoke Detector — Danielle Wray 11/06/2023 Passed

251 B1F2 - Suite 200 By Lab (203) 1:M1-203 Smoke Detector — Danielle Wray 11/06/2023 Passed

252 B1F2 - Suite 200 Exam Rm (203) 1:M1-200 Smoke Detector — Danielle Wray 11/06/2023 Passed

253 B1F2 - Suite 200 Exam 3 (203) 1:M1-199 Smoke Detector — Danielle Wray 11/07/2023 Passed

254 B1F2 - Suite 200 Office (203) 1:M1-204 Smoke Detector — Danielle Wray 11/06/2023 Passed

255 B1F2 - Suite 200 Reception (203) 1:M1-197 Smoke Detector — Danielle Wray 11/06/2023 Passed

256 B1F2 - Suite 200 Restroom (203) 1:M1-202 Smoke Detector — Danielle Wray 11/06/2023 Passed

257 B1F2 - Suite 200 Storage (203) 1:M1-201 Smoke Detector — Danielle Wray 11/06/2023 Passed

258 B1F2 - Suite 200 Storage (203) 1:M1-196 Smoke Detector — Danielle Wray 11/06/2023 Passed

259 B1F2 - Suite 200 Waiting Room (203) 1:M1-195 Smoke Detector — Danielle Wray 11/06/2023 Passed

260 B1F2 - Suite 204 By Reception 1:M2-176 Smoke Detector — Danielle Wray 11/06/2023 Passed

261 B1F2 - Suite 204 By Treatment
Rooms 1:M2-181 Smoke Detector — Danielle Wray 11/06/2023 Passed

262 B1F2 - Suite 204 Doctors Office 1:M2-184 Smoke Detector — Danielle Wray 11/06/2023 Passed

263 B1F2 - Suite 204 Lab 1:M2-183 Smoke Detector — Danielle Wray 11/06/2023 Passed

264 B1F2 - Suite 204 Office by Reception 1:M2-182 Smoke Detector — Danielle Wray 11/06/2023 Passed

265 B1F2 - Suite 204 Rear Restroom 1:M2-185 Smoke Detector — Danielle Wray 11/06/2023 Passed
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266 B1F2 - Suite 204 Reception 1:M2-180 Smoke Detector — Danielle Wray 11/06/2023 Passed

267 B1F2 - Suite 204 Restroom 1:M2-215 Smoke Detector — Danielle Wray 11/06/2023 Passed

268 B1F2 - Suite 204 Treatment 1 1:M2-177 Smoke Detector — Danielle Wray 11/06/2023 Passed

269 B1F2 - Suite 204 Treatment 2 1:M2-178 Smoke Detector — Danielle Wray 11/06/2023 Passed

270 B1F2 - Suite 204 Treatment 3 1:M2-179 Smoke Detector — Danielle Wray 11/06/2023 Passed

271 B1F2 - Suite 204 Utility Room 1:M2-187 Smoke Detector — Danielle Wray 11/06/2023 Passed

272 B1F2 - Suite 204 Vascular Lab 1:M2-217 Smoke Detector — Danielle Wray 11/06/2023 Passed

273 B1F2 - Suite 204 Waiting Room 1:M2-175 Smoke Detector — Danielle Wray 11/06/2023 Passed

274 B1F2 - Suite 205 Waiting Room 1:M2-147 Smoke Detector — Danielle Wray 11/06/2023 Passed

275 B1F2 - Suite 205 Waiting Room at
Entrance 1:M2-146 Smoke Detector — Danielle Wray 11/06/2023 Passed

276 B1F2 - Suite 205A By Restroom/Drug
Room 1:M2-165 Smoke Detector — Danielle Wray 11/06/2023 Passed

277 B1F2 - Suite 205A By Room 1 1:M2-159 Smoke Detector — Danielle Wray 11/06/2023 Passed

278 B1F2 - Suite 205A Drug Room 1:M2-163 Smoke Detector — Danielle Wray 11/06/2023 Passed

279 B1F2 - Suite 205A Exam Room 1:M2-164 Smoke Detector — Danielle Wray 11/06/2023 Passed

280 B1F2 - Suite 205A Front Desk 1:M2-172 Smoke Detector — Danielle Wray 11/06/2023 Passed

281 B1F2 - Suite 205A Front Desk 1:M2-171 Smoke Detector — Danielle Wray 11/06/2023 Passed

282 B1F2 - Suite 205A Rear Office 1:M2-168 Smoke Detector — Danielle Wray 11/06/2023 Passed

283 B1F2 - Suite 205A Reception Room 1:M2-169 Smoke Detector — Danielle Wray 11/06/2023 Passed

284 B1F2 - Suite 205A Restroom by Drug
Room 1:M2-167 Smoke Detector — Danielle Wray 11/06/2023 Passed

285 B1F2 - Suite 205A Room 1 1:M2-162 Smoke Detector — Danielle Wray 11/06/2023 Passed

286 B1F2 - Suite 205A Room 2 1:M2-160 Smoke Detector — Danielle Wray 11/06/2023 Passed

287 B1F2 - Suite 205A Room 3 1:M2-156 Smoke Detector — Danielle Wray 11/06/2023 Passed

288 B1F2 - Suite 205A Room 4 1:M2-158 Smoke Detector — Danielle Wray 11/06/2023 Passed

289 B1F2 - Suite 205A Room 5 1:M2-161 Smoke Detector — Danielle Wray 11/06/2023 Passed

290 B1F2 - Suite 205A Storage by Office 1:M2-166 Smoke Detector — Danielle Wray 11/06/2023 Passed

291 B1F2 - Suite 205A Storage thru
Reception 1:M2-170 Smoke Detector — Danielle Wray 11/06/2023 Passed

292 B1F2 - Suite 205B Break Room 1:M2-125 Smoke Detector — Danielle Wray 11/06/2023 Passed

293 B1F2 - Suite 205B By Exam Rooms 1:M2-123 Smoke Detector — Danielle Wray 11/06/2023 Passed

294 B1F2 - Suite 205B By Front Desk 1:M2-127 Smoke Detector — Danielle Wray 11/06/2023 Passed

295 B1F2 - Suite 205B By Offices 1:M2-128 Smoke Detector — Danielle Wray 11/06/2023 Passed

296 B1F2 - Suite 205B By Restroom 1:M2-116 Smoke Detector — Danielle Wray 11/06/2023 Passed

297 B1F2 - Suite 205B Exam 4 1:M2-119 Smoke Detector — Danielle Wray 11/06/2023 Passed

298 B1F2 - Suite 205B Front Desk 1:M2-126 Smoke Detector — Danielle Wray 11/06/2023 Passed

299 B1F2 - Suite 205B Lab 1:M2-121 Smoke Detector — Danielle Wray 11/06/2023 Passed
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300 B1F2 - Suite 205B Office by Drug
Room 1:M2-130 Smoke Detector — Danielle Wray 11/06/2023 Passed

301 B1F2 - Suite 205B Rear Office 1:M2-132 Smoke Detector — Danielle Wray 11/06/2023 Passed

302 B1F2 - Suite 205B Restroom 1:M2-117 Smoke Detector — Danielle Wray 11/06/2023 Passed

303 B1F2 - Suite 205B Drug Storage 1:M2-129 Smoke Detector — Danielle Wray 11/06/2023 Passed

304 B1F2 - Suite 205B Treatment Room 1:M2-124 Smoke Detector — Danielle Wray 11/06/2023 Passed

305 B1F2 - Suite 205B Treatment Room 1:M2-122 Smoke Detector — Danielle Wray 11/06/2023 Passed

306 B1F2 - Suite 205B Treatment Room 1:M2-120 Smoke Detector — Danielle Wray 11/06/2023 Passed

307 B1F2 - Suite 206A 5th Operatory Rm 1:M2-78 Smoke Detector — Danielle Wray 11/06/2023 Passed

308 B1F2 - Suite 206B Behind Front Desk 1:M2-65 Smoke Detector — Danielle Wray 11/07/2023 Passed

309 B1F2 - Suite 206B Billing Office 1:M2-61 Smoke Detector — Danielle Wray 11/07/2023 Passed

310 B1F2 - Suite 206B Billing Office behind
Receptionist 1:M2-64 Smoke Detector — Danielle Wray 11/07/2023 Passed

311 B1F2 - Suite 206A Bulk Storage 1:M2-95 Smoke Detector — Danielle Wray 11/06/2023 Passed

312 B1F2 - Suite 206B By Billing Office 1:M2-62 Smoke Detector — Danielle Wray 11/07/2023 Passed

313 B1F2 - Suite 206A By Chemotherapy 1:M2-82 Smoke Detector — Danielle Wray 11/06/2023 Passed

314 B1F2 - Suite 206A By Consult Room 1:M2-74 Smoke Detector — Danielle Wray 11/06/2023 Passed

315 B1F2 - Suite 206B By Consultation
Room 1:M2-55 Smoke Detector — Danielle Wray 11/07/2023 Passed

316 B1F2 - Suite 206A By Exam 1 1:M2-86 Smoke Detector — Danielle Wray 11/06/2023 Passed

317 B1F2 - Suite 206A By Exam 3 1:M2-80 Smoke Detector — Danielle Wray 11/06/2023 Passed

318 B1F2 - Suite 206A By Front Desk 1:M2-89 Smoke Detector — Danielle Wray 11/06/2023 Passed

319 B1F2 - Suite 206B By Front Desk 1:M2-56 Smoke Detector — Danielle Wray 11/07/2023 Passed

320 B1F2 - Suite 206A By Lab 1:M2-71 Smoke Detector — Danielle Wray 11/06/2023 Passed

321 B1F2 - Suite 206B By Mechanical
Room 1:M2-36 Smoke Detector — Danielle Wray 11/07/2023 Passed

322 B1F2 - Suite 206B By Offices 1:M2-45 Smoke Detector — Danielle Wray 11/07/2023 Passed

323 B1F2 - Suite 206B By Offices 1:M2-49 Smoke Detector — Danielle Wray 11/07/2023 Passed

324 B1F2 - Suite 206A By Oral Surgery 1:M2-76 Smoke Detector — Danielle Wray 11/06/2023 Passed

325 B1F2 - Suite 206B By Rear Restroom 1:M2-68 Smoke Detector — Danielle Wray 11/07/2023 Passed

326 B1F2 - Suite 206A By Staff Only
Restroom 1:M2-93 Smoke Detector — Danielle Wray 11/06/2023 Passed

327 B1F2 - Suite 206A By Restroom near
Service Corridor 1:M2-96 Smoke Detector — Danielle Wray 11/06/2023 Passed

328 B1F2 - Suite 206A Exam 6 1:M2-87 Smoke Detector — Danielle Wray 11/06/2023 Passed

329 B1F2 - Suite 206A Chemotherapy 1:M2-85 Smoke Detector — Danielle Wray 11/06/2023 Passed

330 B1F2 - Suite 206A Chemotherapy
Doctors Office 1:M2-84 Smoke Detector — Danielle Wray 11/06/2023 Passed

331 B1F2 - Suite 206B Pediatric Dental
Room 1:M2-52 Smoke Detector — Danielle Wray 11/07/2023 Passed
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332 B1F2 - Suite 206A Consult Room 1:M2-75 Smoke Detector — Danielle Wray 11/06/2023 Passed

333 B1F2 - Suite 206B Consultation Room 1:M2-60 Smoke Detector — Danielle Wray 11/07/2023 Passed

334 B1F2 - Suite 206B Electrical/Telephone
Room 1:M2-54 Smoke Detector — Danielle Wray 11/07/2023 Passed

335 B1F2 - Suite 206A Staff Lounge 1:M2-103 Smoke Detector — Danielle Wray 11/06/2023 Passed

336 B1F2 - Suite 206A Exam 1 1:M2-88 Smoke Detector — Danielle Wray 11/06/2023 Passed

337 B1F2 - Suite 206A Exam 3 1:M2-81 Smoke Detector — Danielle Wray 11/06/2023 Passed

338 B1F2 - Suite 206A Exam 2 1:M2-77 Smoke Detector — Danielle Wray 11/06/2023 Passed

339 B1F2 - Suite 206A Exam Room by Oral
Surgery 1:M2-79 Smoke Detector — Danielle Wray 11/06/2023 Passed

340 B1F2 - Suite 206A Front Desk 1:M2-91 Smoke Detector — Danielle Wray 11/06/2023 Passed

341 B1F2 - Suite 206B Front Desk 1:M2-66 Smoke Detector — Danielle Wray 11/07/2023 Passed

342 B1F2 - Suite 206B Hygiene Bay
Restroom 1:M2-38 Smoke Detector — Danielle Wray 11/07/2023 Passed

343 B1F2 - Suite 206B Hygiene Bay 1:M2-44 Smoke Detector — Danielle Wray 11/07/2023 Passed

344 B1F2 - Suite 206B Hygiene Bay 1:M2-40 Smoke Detector — Danielle Wray 11/07/2023 Passed

345 B1F2 - Suite 206B Hygiene Bay 1:M2-39 Smoke Detector — Danielle Wray 11/07/2023 Passed

346 B1F2 - Suite 206B Hygiene Bay 1:M2-37 Smoke Detector — Danielle Wray 11/07/2023 Passed

347 B1F2 - Suite 206B Hygiene Bay Room
1 1:M2-43 Smoke Detector — Danielle Wray 11/07/2023 Passed

348 B1F2 - Suite 206B Hygiene Bay Room
2 1:M2-42 Smoke Detector — Danielle Wray 11/07/2023 Passed

349 B1F2 - Suite 206B Hygiene Bay Room
3 1:M2-41 Smoke Detector — Danielle Wray 11/07/2023 Passed

350 B1F2 - Suite 206A Lab 1:M2-72 Smoke Detector — Danielle Wray 11/06/2023 Passed

351 B1F2 - Suite 206B Mechanical Room 1:M2-53 Smoke Detector — Danielle Wray 11/07/2023 Passed

352 B1F2 - Suite 206A Office by Staff
Restroom 1:M2-94 Smoke Detector — Danielle Wray 11/06/2023 Passed

353 B1F2 - Suite 206B Dental Hygiene
Office 1:M2-50 Smoke Detector — Danielle Wray 11/07/2023 Passed

354 B1F2 - Suite 206B Dental Hygiene
Office 1:M2-48 Smoke Detector — Danielle Wray 11/07/2023 Passed

355 B1F2 - Suite 206B Dental Hygiene
Office 1:M2-46 Smoke Detector — Danielle Wray 11/07/2023 Passed

356 B1F2 - Suite 206B Orthopedic Room 1:M2-51 Smoke Detector — Danielle Wray 11/07/2023 Passed

357 B1F2 - Suite 206A Restroom 1:M2-92 Smoke Detector — Danielle Wray 11/06/2023 Passed

358 B1F2 - Suite 206A Restroom by
Chemotherapy 1:M2-83 Smoke Detector — Danielle Wray 11/06/2023 Passed

359 B1F2 - Suite 206B Restroom by Front
Desk 1:M2-57 Smoke Detector — Danielle Wray 11/07/2023 Passed

360 B1F2 - Suite 206B Restroom by Offices 1:M2-47 Smoke Detector — Danielle Wray 11/07/2023 Passed

361 B1F2 - Suite 206A Restroom by Service
Corridor 1:M2-97 Smoke Detector — Danielle Wray 11/06/2023 Passed

362 B1F2 - Suite 206B Rear Restroom 1:M2-69 Smoke Detector — Danielle Wray 11/07/2023 Passed
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363 B1F2 - Suite 206A Service Corridor 1:M2-100 Smoke Detector — Danielle Wray 11/06/2023 Passed

364 B1F2 - Suite 206A Service Corridor by
Mens Restroom 1:M2-98 Smoke Detector — Danielle Wray 11/06/2023 Passed

365 B1F2 - Suite 206A Service Corridor by
Womens Restroom 1:M2-101 Smoke Detector — Danielle Wray 11/06/2023 Passed

366 B1F2 - Suite 206B Sterilization 1:M2-67 Smoke Detector — Danielle Wray 11/07/2023 Passed

367 B1F2 - Suite 206B Storage Closet by
Billing 1:M2-63 Smoke Detector — Danielle Wray 11/07/2023 Passed

368 B1F2 - Suite 206A Teeth Cleaning
Room 1:M2-73 Smoke Detector — Danielle Wray 11/06/2023 Passed

369 B1F2 - Suite 206B Teeth Cleaning
Room 1:M2-70 Smoke Detector — Danielle Wray 11/07/2023 Passed

370 B1F2 - Suite 206B Waiting/Game
Room 1:M2-59 Smoke Detector — Danielle Wray 11/07/2023 Passed

371 B1F2 - Suite 206B Waiting/Game
Room 1:M2-58 Smoke Detector — Danielle Wray 11/07/2023 Passed

372 B1F2 - Suite 206A Waiting Room 1:M2-90 Smoke Detector — Danielle Wray 11/06/2023 Passed

373 B1F2 - Suite 207 Break Room 1:M2-31 Smoke Detector — Danielle Wray 11/06/2023 Passed

374 B1F2 - Suite 207 By Exam 2 1:M2-22 Smoke Detector — Danielle Wray 11/06/2023 Passed

375 B1F2 - Suite 207 By Ultrasound 1 1:M2-25 Smoke Detector — Danielle Wray 11/06/2023 Passed

376 B1F2 - Suite 207 By Ultrasound 3 1:M2-29 Smoke Detector — Danielle Wray 11/06/2023 Passed

377 B1F2 - Suite 207 Electrical Closet by
Front Desk 1:M2-148 Smoke Detector — Danielle Wray 11/06/2023 Passed

378 B1F2 - Suite 207 Exam 1 1:M2-21 Smoke Detector — Danielle Wray 11/06/2023 Passed

379 B1F2 - Suite 207 Exam 2 1:M2-23 Smoke Detector — Danielle Wray 11/06/2023 Passed

380 B1F2 - Suite 207 Exam 3 1:M2-24 Smoke Detector — Danielle Wray 11/06/2023 Passed

381 B1F2 - Suite 207 Front Desk 1:M2-19 Smoke Detector — Danielle Wray 11/06/2023 Passed

382 B1F2 - Suite 207 Office by
Ultrasound 1 1:M2-27 Smoke Detector — Danielle Wray 11/06/2023 Passed

383 B1F2 - Suite 207 Office by
Ultrasound 2 1:M2-173 Smoke Detector — Danielle Wray 11/06/2023 Passed

384 B1F2 - Suite 207 Secretary 1:M2-20 Smoke Detector — Danielle Wray 11/06/2023 Passed

385 B1F2 - Suite 207 Stair C - Middle 1:M2-35 Smoke Detector — Danielle Wray 11/07/2023 Passed

386 B1F2 - Suite 207 Top of Stair C 1:M2-34 Smoke Detector — Danielle Wray 11/07/2023 Passed

387 B1F2 - Suite 207 Ultrasound 1 1:M2-26 Smoke Detector — Danielle Wray 11/06/2023 Passed

388 B1F2 - Suite 207 Ultrasound 2 1:M2-28 Smoke Detector — Danielle Wray 11/06/2023 Passed

389 B1F2 - Suite 207 Ultrasound 3 1:M2-33 Smoke Detector — Danielle Wray 11/06/2023 Passed

390 B1F2 - Suite 207 Utility Room 1:M2-30 Smoke Detector — Danielle Wray 11/06/2023 Passed

391 B1F2 - Suite 207 Waiting Room 1:M2-16 Smoke Detector — Danielle Wray 11/06/2023 Passed

392 B1F2 - Suite 207 Waiting Room
Restroom 1:M2-18 Smoke Detector — Danielle Wray 11/06/2023 Passed

393 B1F2 - Suite 208 VNA Management
Office 1:M2-245 Smoke Detector — Charles L. Miller 11/06/2023 Passed
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394 B1F2 - Suite 209 Conference Room 1:M2-242 Smoke Detector — Danielle Wray 11/06/2023 Passed

395 B1F2 - Suite 209 Conference Room 1:M2-241 Smoke Detector — Danielle Wray 11/06/2023 Passed

396 B1F2 - Common
Area

Top of Stairs by
Elevator 1:M2-14 Smoke Detector — Danielle Wray 11/06/2023 Passed

397 B1F2 - Common
Area

Vestibule by Suite
201 1:M2-222 Smoke Detector — Danielle Wray 11/06/2023 Passed

398 B1F2 - Common
Area Womens Restroom 1:M2-6 Smoke Detector — Danielle Wray 11/06/2023 Passed

399 B2F2 - Suite 240 (Dr.
Thomas) Clean Utility 2:M1-63 Smoke Detector — Danielle Wray 11/09/2023 Passed

400 B2F2 - Suite 240 (Dr.
Thomas) Data Room 2:M1-70 Smoke Detector — Danielle Wray 11/09/2023 Passed

401 B2F2 - Suite 240 (Dr.
Thomas) Drug Closet 2:M1-68 Smoke Detector — Danielle Wray 11/09/2023 Passed

402 B2F2 - Suite 240 (Dr.
Thomas) File Room 2:M1-65 Smoke Detector — Danielle Wray 11/09/2023 Passed

403 B2F2 - Suite 240 (Dr.
Thomas) Locker Area 2:M1-64 Smoke Detector — Danielle Wray 11/09/2023 Passed

404 B2F2 - Suite 240 (Dr.
Thomas) Soiled Utility 2:M1-62 Smoke Detector — Danielle Wray 11/09/2023 Passed

405 B2F2 - Suite 240 (Dr.
Thomas) Med Gas Room 2:M1-66 Smoke Detector — Danielle Wray 11/09/2023 Passed

406 B2F2 - Common
Area Elevator Lobby 2:M1-20 Smoke Detector — Danielle Wray 11/09/2023 Passed

407 B2F2 - Suite 240 (Dr.
Thomas)

Storage/Electrical
Room 2:M1-67 Smoke Detector — Danielle Wray 11/09/2023 Passed

408 B2F2 - Common
Area

Janitors Closet by
Restrooms 2:M1-26 Smoke Detector — Danielle Wray 11/09/2023 Passed

409 B2F1 - Common
Area

Electrical Room by
Connector (above

FACP)
2:M1-1 Smoke Detector — Danielle Wray 11/09/2023 Passed

410 B2F1 - Common
Area Elevator Lobby 2:M1-16 Smoke Detector — Danielle Wray 11/09/2023 Passed

411 B2F1 - Suite 115/
120 (Pain Mgmt)

Anesthesia Work
Room 2:M1-50 Smoke Detector — Danielle Wray 11/09/2023 Passed

412 B2F1 - Common
Area

Elevator Machine
Room 2:M1-13 Smoke Detector — Danielle Wray 11/09/2023 Passed

413 B2F1 - Suite 115/
120 (Pain Mgmt) Billing Storage 2:M1-54 Smoke Detector — Danielle Wray 11/09/2023 Passed

414 B2F1 - Suite 115/
120 (Pain Mgmt) Boiler Room 2:M1-45 Smoke Detector — Danielle Wray 11/09/2023 Passed

415 B2F1 - Suite 115/
120 (Pain Mgmt)

Communication
Equipment Room 2:M1-53 Smoke Detector — Danielle Wray 11/09/2023 Passed

416 B2F1 - Suite 115/
120 (Pain Mgmt)

Equipment/Vacuum
Room 2:M1-55 Smoke Detector — Danielle Wray 11/09/2023 Passed

417 B2F1 - Suite 115/
120 (Pain Mgmt) Janitors Closet 2:M1-48 Smoke Detector — Danielle Wray 11/09/2023 Passed

418 B2F1 - Suite 115/
120 (Pain Mgmt) Janitors Closet 2:M1-52 Smoke Detector — Danielle Wray 11/09/2023 Passed

419 B2F1 - Suite 115/
120 (Pain Mgmt)

Med Gas Room (in
corridor by pain

mgmt)
2:M1-42 Smoke Detector — Danielle Wray 11/09/2023 Passed
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420 B2F1 - Suite 115/
120 (Pain Mgmt) Receiving Closet 2:M1-44 Smoke Detector — Danielle Wray 11/09/2023 Passed

421 B2F1 - Suite 115/
120 (Pain Mgmt)

Record Room in
Boiler Room 2:M1-46 Smoke Detector — Danielle Wray 11/09/2023 Passed

422 B2F1 - Suite 115/
120 (Pain Mgmt) Records Room 2:M1-47 Smoke Detector — Danielle Wray 11/09/2023 Passed

423 B2F1 - Suite 115/
120 (Pain Mgmt)

Records Storage
Closet by Exam 1 2:M1-49 Smoke Detector — Danielle Wray 11/09/2023 Passed

424 B2F1 - Suite 115/
120 (Pain Mgmt) Recovery Storage 2:M1-43 Smoke Detector — Danielle Wray 11/09/2023 Passed

425 B2F1 - Suite 115/
120 (Pain Mgmt) Soiled Utility 2:M1-51 Smoke Detector — Danielle Wray 11/09/2023 Passed

426 B2F1 - Suite 130
(Surgical Center) Electrical Room 2:M1-88 Smoke Detector — Danielle Wray 11/06/2023 Passed

427 B2F1 - Suite 130
(Surgical Center) Janitors Closet 2:M1-82 Smoke Detector — Danielle Wray 11/06/2023 Passed

428 B2F1 - Suite 130
(Surgical Center) IT Closet 2:M1-81 Smoke Detector — Danielle Wray 11/06/2023 Passed

429 B2F1 - Suite 130
(Surgical Center) Mechanical Room 2:M1-89 Smoke Detector — Danielle Wray 11/06/2023 Passed

430 B2F1 - Suite 130
(Surgical Center)

OR - Sterile Assy/
Processing 2:M1-94 Smoke Detector — Charles L. Miller 11/06/2023 Passed

431 B2F1 - Suite 130
(Surgical Center)

OR - Clean Med
Prep Room 2:M1-85 Smoke Detector — Danielle Wray 11/06/2023 Passed

432 B2F1 - Suite 130
(Surgical Center) OR - Janitors Closet 2:M1-86 Smoke Detector — Danielle Wray 11/06/2023 Passed

433 B2F1 - Suite 130
(Surgical Center)

OR - Med Gas Room
125 2:M1-92 Smoke Detector — Danielle Wray 11/06/2023 Passed

434 B2F1 - Suite 130
(Surgical Center)

Soiled Work Room
142 2:M1-93 Smoke Detector — Danielle Wray 11/06/2023 Passed

435 B2F1 - Suite 130
(Surgical Center)

Recovery Soiled
Work Room 2:M1-84 Smoke Detector — Danielle Wray 11/06/2023 Passed

436 B2F1 - Suite 130
(Surgical Center) Supply 144 2:M1-91 Smoke Detector — Danielle Wray 11/06/2023 Passed

HEAT DETECTORS

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

1 B1F1 - Common
Area

Electrical Room by
Vending 1:M1-9 Heat Detector — Danielle Wray 11/07/2023 Passed

2 B1F1 - Common
Area

Electrical Room by
Vending 1:M1-75 Heat Detector — Danielle Wray 11/07/2023 Passed

3 B1F1 - Common
Area

Elevator Equip Rm
in Electrical Rm by

Vending
1:M1-213 Heat Detector — Danielle Wray 11/08/2023 Passed

4 B1F1 - Common
Area Elevator Pit 1:M1-79 Heat Detector — Danielle Wray 11/08/2023 Cannot Inspect

Reason cannot inspect: No elevator tech on-site

5 B1F1 - Suite 100 Men’s Locker Room 1:M1-52 Heat Detector — Danielle Wray 11/08/2023 Passed

6 B1F1 - Suite 100 Pool Equipment
Room 1:M1-59 Heat Detector — Danielle Wray 11/08/2023 Passed

7 B1F1 - Suite 100 Pool - Staff Mens
Changing Room 1:M1-51 Heat Detector — Danielle Wray 11/08/2023 Passed
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8 B1F1 - Suite 100 Pool - Staff Womens
Changing Room 1:M1-44 Heat Detector — Danielle Wray 11/08/2023 Passed

9 B1F1 - Suite 100 Womens Locker
Room 1:M1-43 Heat Detector — Danielle Wray 11/08/2023 Passed

10 B1F1 - Suite 101 Dilation Waiting
Room 1:M1-185 Heat Detector — Danielle Wray 11/09/2023 Failed

Reason for failure: (Functional Failure) Device is taped up and located above the ceiling tiles

11 B1F1 - Suite 103 Electrical/Data
Room 1:M2-151 Heat Detector — Danielle Wray 11/07/2023 Passed

12 B1F2 - Suite 205B Office by Drug
Room 1:M2-131 Heat Detector — Danielle Wray 11/06/2023 Passed

13 B1F2 - Suite 206A Service Corridor
Mens Room 1:M2-99 Heat Detector — Danielle Wray 11/06/2023 Passed

14 B1F2 - Suite 206A Service Corridor
Womens Room 1:M2-102 Heat Detector — Danielle Wray 11/06/2023 Passed

15 B1F2 - Suite 207 Break Room
Restroom 1:M2-32 Heat Detector — Danielle Wray 11/06/2023 Passed

16 B1F2 - Common
Area

Top of Elevator
Shaft 1:M2-10 Heat Detector — Danielle Wray 11/07/2023 Cannot Inspect

Reason cannot inspect: No elevator tech on-site

17 B2F2 - Suite 225 (Dr.
May) Mechanical Room 2:M1-142 Heat Detector — Danielle Wray 11/09/2023 Passed

18 B2F2 - Suite 225 (Dr.
May) Staff Lounge 2:M1-144 Heat Detector — Danielle Wray 11/09/2023 Passed

19 B2F2 - Suite 225 (Dr.
May) Work Room - Lasik 2:M1-143 Heat Detector — Danielle Wray 11/09/2023 Passed

20 B2F2 - Suite 235 Break Room 2:M1-181 Heat Detector — Danielle Wray 11/09/2023 Passed

21 B2F1 - Suite 135 (Dr.
Chan) Dr. Chan - Storage 2:M1-72 Heat Detector — Danielle Wray 11/09/2023 Passed

22 B2F1 - Common
Area

Elevator Machine
Room 2:M1-12 Heat Detector — Danielle Wray 11/09/2023 Passed

DUCT DETECTORS

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

1 B1F1 - Common Area At Water Fountain 1:M1-246 Duct Detector — Danielle Wray 11/07/2023 Passed

2 B1F1 - Suite 104 MRI Equipment
Room 1:M1-97 Duct Detector — Charles L. Miller 11/07/2023 Failed

Reason for failure: (Functional Failure) Did not alarm the panel

3 B1F1 - Common Area Womens Restroom 1:M1-141 Duct Detector — Danielle Wray 11/07/2023 Passed

4 B1F2 - Suite 205 Entrance to Suite
205 1:M2-144 Duct Detector — Danielle Wray 11/07/2023 Passed

5 B1F2 - Suite 200 Conference Room 1:M2-218 Duct Detector — Danielle Wray 11/07/2023 Passed

6 B1F2 - Suite 200 Conference Room
(AHU 8) 1:M2-225 Duct Detector — Danielle Wray 11/07/2023 Passed

7 B1F2 - Suite 200 Exam Rm 6 1:M1-219 Duct Detector — Danielle Wray 11/07/2023 Passed

8 B1F2 - Suite 201 By Exam 1/Electrical
Room 1:M2-189 Duct Detector — Danielle Wray 11/07/2023 Passed

9 B1F2 - Suite 201 Waiting Room 1:M2-203 Duct Detector — Danielle Wray 11/07/2023 Passed
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Panels/Initiating Devices

DUCT DETECTORS

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

10 B1F2 - Suite 204 Restroom 1:M2-174 Duct Detector — Danielle Wray 11/07/2023 Passed

11 B1F2 - Suite 205A Room 3 1:M2-155 Duct Detector — Danielle Wray 11/07/2023 Passed

12 B1F2 - Suite 205A Room 4 1:M2-157 Duct Detector — Danielle Wray 11/07/2023 Passed

13 B1F2 - Suite 205B Restroom 1:M2-118 Duct Detector — Danielle Wray 11/07/2023 Passed

14 B1F2 - Suite 206A Staff only/Bulk
Storage/Med Room 1:M2-106 Duct Detector — Danielle Wray 11/07/2023 Passed

15 B1F2 - Suite 206B Restroom 1:M2-104 Duct Detector — Danielle Wray 11/07/2023 Passed

16 B1F2 - Suite 206A Service Corridor by
Mens Room 1:M2-107 Duct Detector — Danielle Wray 11/07/2023 Passed

17 B1F2 - Suite 206B Sterile Area 1:M2-105 Duct Detector — Danielle Wray 11/07/2023 Passed

18 B1F2 - Suite 206B Waiting Room 1:M2-7 Duct Detector — Danielle Wray 11/07/2023 Passed

19 B1F2 - Suite 207 Waiting Room 1:M2-17 Duct Detector — Danielle Wray 11/07/2023 Passed

20 B1F2 - Suite 209 Conference Room 1:M2-243 Duct Detector — Danielle Wray 11/07/2023 Passed

21 B1F2 - Suite 200

Sleep Center Office
by Pulmonary

Testing/Conference
Room

M2-220 Duct Detector — Danielle Wray 11/07/2023 Passed

22 B2F1 - Suite 115/120
(Pain Mgmt) Insurance Office 2:M1-57 Duct Detector — Danielle Wray 11/09/2023 Passed

23 B2F1 - Suite 115/120
(Pain Mgmt) Physicians Office 2:M1-56 Duct Detector — Danielle Wray 11/09/2023 Passed

24 B2F1 - Suite 130
(Surgical Center) Nurses Station 2:M1-83 Duct Detector — Danielle Wray 11/06/2023 Passed

25 B2F1 - Suite 130
(Surgical Center)

Womens Locker
Room 2:M1-87 Duct Detector — Danielle Wray 11/06/2023 Passed

26 B2F2 - Common Area Building 1 Connector
(RTU 1) 2:M1-22 Duct Detector — Danielle Wray 11/09/2023 Passed

27 B2F2 - Suite 240 (Dr.
Thomas) Front Desk 2:M1-61 Duct Detector — Danielle Wray 11/09/2023 Passed

28 B2F2 - Suite 240 (Dr.
Thomas) Exam Hall 2:M1-69 Duct Detector — Danielle Wray 11/09/2023 Passed

29 B2F2 - Common Area Physician Storage
(RTU 2) 2:M1-21 Duct Detector — Danielle Wray 11/09/2023 Passed

30 B2F1 - Suite 115/120
(Pain Mgmt)

Rooftop (KSW in
Comm Equip Rm) 2:M1-58 Duct Detector — Danielle Wray 11/09/2023 Passed

PULL STATIONS

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

1 B1F1 - Common
Area By Suite 100 1:M1-71 Pull Station — Danielle Wray 11/07/2023 Passed

2 B1F1 - Common
Area By Suite 104 1:M1-134 Pull Station — Danielle Wray 11/07/2023 Passed

3 B1F1 - Common
Area

Electrical Room by
Vending 1:M1-5 Pull Station — Danielle Wray 11/07/2023 Passed

4 B1F1 - Common
Area

Stair Exit behind
Suite 103 1:M1-111 Pull Station — Danielle Wray 11/06/2023 Passed

Notes:

• Accessed from stairwell across from suite 207 on the 2nd floor
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Panels/Initiating Devices

PULL STATIONS

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

5 B1F1 - Suite 100 Utility Vestibule 1:M1-55 Pull Station — Danielle Wray 11/08/2023 Passed

6 B1F1 - Suite 100 Vending 1:M1-65 Pull Station — Danielle Wray 11/08/2023 Passed

7 B1F1 - Suite 101 Exit by Rear Office/
Staff Lounge 1:M1-143 Pull Station — Danielle Wray 11/08/2023 Passed

8 B1F1 - Suite 102 Waiting Room 1:M1-142 Pull Station — Danielle Wray 11/08/2023 Passed

9 B1F1 - Suite 103 Lounge 1:M1-139 Pull Station — Danielle Wray 11/07/2023 Passed

10 B1F1 - Suite 103 Main Entrance 1:M2-135 Pull Station — Danielle Wray 11/07/2023 Passed

11 B1F1 - Suite 103 Procedure Room 5 1:M1-159 Pull Station — Danielle Wray 11/07/2023 Passed

12 B1F1 - Suite 104 MRI Equipment
Room 1:M1-108 Pull Station — Danielle Wray 11/07/2023 Passed

13 B1F1 - Suite 105 Lab 1:M1-245 Pull Station — Danielle Wray 11/06/2023 Passed

14 B1F2 - Common
Area

Building 2
Connector (Alarms

both panels)
1:M2-2 Pull Station — Danielle Wray 11/07/2023 Passed

15 B1F2 - Common
Area By Suite 200 1:M2-221 Pull Station — Danielle Wray 11/06/2023 Passed

16 B1F2 - Suite 200 Exit by Med Gas
Room 1:M2-236 Pull Station — Danielle Wray 11/06/2023 Passed

17 B1F2 - Suite 200 Rear Exit 1:M2-238 Pull Station — Danielle Wray 11/07/2023 Passed

18 B1F2 - Suite 207 Stair C - Bottom 1:M1-180 Pull Station — Danielle Wray 11/07/2023 Passed

19 B2F2 - Suite 240 (Dr.
Thomas) Exit by Gas Room 2:M1-74-0 Pull Station — Danielle Wray 11/09/2023 Passed

20 B2F2 - Suite 240 (Dr.
Thomas) Main Entrance 2:M1-73-0 Pull Station — Danielle Wray 11/09/2023 Passed

21 B2F2 - Common
Area By Suite 225 2:M1-24 Pull Station — Danielle Wray 11/09/2023 Passed

22 B2F2 - Suite 225 (Dr.
May) Exit Near Offices 2:M1-141 Pull Station — Danielle Wray 11/09/2023 Passed

23 B2F2 - Common
Area

By Rear Stairs by
Suite 230 2:M1-19 Pull Station — Danielle Wray 11/09/2023 Passed

24 B2F2 - Suite 225 (Dr.
May) Waiting Room Exit 2:M1-140 Pull Station — Danielle Wray 11/09/2023 Passed

25 B2F2 - Suite 230 (Dr.
Shiddiqui) Office Exit 2:M1-160 Pull Station — Danielle Wray 11/10/2023 Cannot Inspect

Reason cannot inspect: No access

26 B2F2 - Suite 235 Waiting Room 2:M1-182 Pull Station — Danielle Wray 11/09/2023 Passed

27 B2F2 - Suite 220 Waiting Room 2:M1-2 Pull Station — Danielle Wray 11/09/2023 Passed

28 B2F2 - Suite 235 Side Entrance 2:M1-180 Pull Station — Danielle Wray 11/09/2023 Passed

29 B2F2 - Suite 222 Rear Exit 2:M1-111 Pull Station — Danielle Wray 11/09/2023 Passed

30 B2F2 - Suite 222 Front Exit 2:M1-110 Pull Station — Danielle Wray 11/09/2023 Passed

31 B2F2 - Suite 235 Waiting room 2:M1-183 Pull Station — Danielle Wray 11/09/2023 Passed

32 B2F1 - Common
Area

East Connector
Door by Electrical

Room
2:M1-14 Pull Station — Charles L. Miller 11/06/2023 Passed

33 B2F1 - Common
Area

Electrical Room by
Connector 2:M1-5 Pull Station — Danielle Wray 11/09/2023 Passed
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Panels/Initiating Devices

PULL STATIONS

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

34 B2F1 - Common
Area

Entrance Vestibule
by Suite 130 2:M1-17 Pull Station — Danielle Wray 11/06/2023 Passed

35 B2F1 - Suite 125
(Golden Vision) Nurses Entrance 2:M1-101 Pull Station — Danielle Wray 11/09/2023 Passed

36 B2F1 - Suite 125
(Golden Vision) Side Entrance 2:M1-102 Pull Station — Danielle Wray 11/09/2023 Passed

37 B2F1 - Suite 125
(Golden Vision) Office Entrance 2:M1-100 Pull Station — Danielle Wray 11/09/2023 Passed

38 B2F1 - Suite 115/120
(Pain Mgmt) By Vacuum Room 2:M1-41 Pull Station — Danielle Wray 11/09/2023 Passed

39 B2F1 - Suite 115/120
(Pain Mgmt) Receiving 2:M1-59 Pull Station — Danielle Wray 11/09/2023 Passed

40 B2F1 - Suite 115/120
(Pain Mgmt) Reception 2:M1-39 Pull Station — Danielle Wray 11/09/2023 Passed

41 B2F1 - Suite 115/120
(Pain Mgmt) Reception 2:M1-40 Pull Station — Danielle Wray 11/09/2023 Passed

42 B2F1 - Suite 115/120
(Pain Mgmt) Recovery 2:M1-38 Pull Station — Danielle Wray 11/09/2023 Passed

43 B2F1 - Suite 130
(Surgical Center)

OR - Vestibule by
Med Gas 2:M1-90 Pull Station — Danielle Wray 11/06/2023 Passed

44 B2F1 - Suite 130
(Surgical Center) Employee Entrance 2:M1-95 Pull Station — Danielle Wray 11/06/2023 Passed

45 B2F1 - Common
Area

West Connector
Door by Electrical

Room
2:M1-15 Pull Station — Danielle Wray 11/09/2023 Passed

46 B2F1 - Suite 130
(Surgical Center) Waiting Room 2:M1-96 Pull Station — Danielle Wray 11/06/2023 Passed

MISCELLANEOUS ALARM & SUPERVISORY DEVICES

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

1 B2F1 - Suite 130
(Surgical Center) Bed #1 — Code Blue Station — Danielle Wray 11/06/2023 Passed

2 B2F1 - Suite 130
(Surgical Center) Bed #10 — Code Blue Station — Danielle Wray 11/06/2023 Passed

3 B2F1 - Suite 130
(Surgical Center) Bed #13 — Code Blue Station — Danielle Wray 11/06/2023 Passed

4 B2F1 - Suite 130
(Surgical Center) Bed #11 — Code Blue Station — Danielle Wray 11/06/2023 Passed

5 B2F1 - Suite 130
(Surgical Center) Bed #2 — Code Blue Station — Danielle Wray 11/06/2023 Passed

6 B2F1 - Suite 130
(Surgical Center) Bed #12 — Code Blue Station — Danielle Wray 11/06/2023 Passed

7 B2F1 - Suite 130
(Surgical Center) Bed #3 — Code Blue Station — Danielle Wray 11/06/2023 Passed

8 B2F1 - Suite 130
(Surgical Center) Bed #4 — Code Blue Station — Danielle Wray 11/06/2023 Passed

9 B2F1 - Suite 130
(Surgical Center) Bed #5 — Code Blue Station — Danielle Wray 11/06/2023 Passed

10 B2F1 - Suite 130
(Surgical Center) Bed #6 — Code Blue Station — Danielle Wray 11/06/2023 Passed

11 B2F1 - Suite 130
(Surgical Center) Bed #7 — Code Blue Station — Danielle Wray 11/06/2023 Passed
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Panels/Initiating Devices

MISCELLANEOUS ALARM & SUPERVISORY DEVICES

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

12 B2F1 - Suite 130
(Surgical Center) Bed #8 — Code Blue Station — Danielle Wray 11/06/2023 Passed

13 B2F1 - Suite 130
(Surgical Center) Bed #9 — Code Blue Station — Danielle Wray 11/06/2023 Passed

14 B2F1 - Suite 130
(Surgical Center) OR 1 — Code Blue Station — Danielle Wray 11/06/2023 Passed

15 B2F1 - Suite 130
(Surgical Center) Isolation Room — Code Blue Station — Danielle Wray 11/06/2023 Passed

16 B2F1 - Suite 130
(Surgical Center) OR 2 — Code Blue Station — Danielle Wray 11/06/2023 Passed

17 B2F1 - Suite 130
(Surgical Center) OR 3 — Code Blue Station — Danielle Wray 11/06/2023 Passed

18 B1F1 - Common Area Electrical Room by
Vending 1:M1-8 Combo — Danielle Wray 11/07/2023 Passed

19 B1F1 - Common Area Electrical Room by
Vending 1:M1-74 Combo — Danielle Wray 11/07/2023 Passed

20 B1F1 - Common Area
Elevator Equip Rm in

Electrical Rm by
Vending

1:M1-212 Combo — Danielle Wray 11/08/2023 Passed

21 B1F1 - Suite 100 Pool Equipment
Room 1:M1-58 Combo — Danielle Wray 11/08/2023 Passed

22 B1F1 - Suite 101 Dilation Waiting
Room 1:M1-184 Combo — Danielle Wray 11/09/2023 Failed

Reason for failure: (Functional Failure) Device is taped up and located above the ceiling tiles

23 B1F1 - Suite 103 Electrical/Data Room 1:M2-150 Combo — Danielle Wray 11/07/2023 Passed

24 B2F1 - Suite 130
(Surgical Center) Bed #1 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

25 B2F1 - Suite 130
(Surgical Center) Bed #11 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

26 B2F1 - Suite 130
(Surgical Center) Bed #10 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

27 B2F1 - Suite 130
(Surgical Center) Bed #13 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

28 B2F1 - Suite 130
(Surgical Center) Bed #12 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

29 B2F1 - Suite 130
(Surgical Center) Bed #2 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

30 B2F1 - Suite 130
(Surgical Center) Bed #3 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

31 B2F1 - Suite 130
(Surgical Center) Bed #4 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

32 B2F1 - Suite 130
(Surgical Center) Bed #6 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

33 B2F1 - Suite 130
(Surgical Center) Bed #5 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

34 B2F1 - Suite 130
(Surgical Center) Bed #7 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

35 B2F1 - Suite 130
(Surgical Center) Bed #8 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

36 B2F1 - Suite 130
(Surgical Center) Isolation Room — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

37 B2F1 - Suite 130
(Surgical Center) Bed #9 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed
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Panels/Initiating Devices

MISCELLANEOUS ALARM & SUPERVISORY DEVICES

# LOCATION DESCRIPTION ADDRESS DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

38 B2F1 - Suite 130
(Surgical Center) Nurses Restroom — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

39 B2F1 - Suite 130
(Surgical Center) OR 1 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

40 B2F1 - Suite 130
(Surgical Center) OR 2 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

41 B2F1 - Suite 130
(Surgical Center)

Recovery Room
Restroom — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

42 B2F1 - Suite 130
(Surgical Center) OR 3 — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

43 B2F1 - Suite 130
(Surgical Center)

Waiting Rm - Left
Restroom — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

44 B2F1 - Suite 130
(Surgical Center)

Recovery Room
Restroom — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

45 B2F1 - Suite 130
(Surgical Center)

Waiting Rm - Right
Restroom — Supervisory - Call for

Aid Station — Danielle Wray 11/06/2023 Passed

ANCILLARY FIRE ALARM DEVICES

# LOCATION DESCRIPTION DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

1 B1F1 - Common Area Entrance Vestibule by
Suite 100 Annunciator — Charles L. Miller 11/06/2023 Passed

2 B2F1 - Common Area Entrance Vestibule by
Suite 130 Annunciator — Charles L. Miller 11/06/2023 Passed

NURSE CALL DEVICES

# LOCATION DESCRIPTION DEVICE TYPE BARCODE INSPECTOR DATE OF TEST RESULT

1 B2F1 - Suite 130
(Surgical Center) Break Room Master Station — Danielle Wray 11/06/2023 Passed

2 B2F1 - Suite 130
(Surgical Center) Womens Locker Room Master Station — Danielle Wray 11/06/2023 Passed

3 B2F1 - Suite 130
(Surgical Center) Mens Locker Room Master Station — Danielle Wray 11/06/2023 Passed

4 B2F1 - Suite 130
(Surgical Center)

OR - Clean Med Prep
Room Master Station — Danielle Wray 11/06/2023 Passed

5 B2F1 - Suite 130
(Surgical Center)

OR Corridor Nurses
Desk Master Station — Danielle Wray 11/06/2023 Passed

6 B2F1 - Suite 130
(Surgical Center) OR - Soiled Utility Master Station — Danielle Wray 11/06/2023 Passed

7 B2F1 - Suite 130
(Surgical Center)

OR - Sterile Assy/
Processing Master Station — Danielle Wray 11/06/2023 Passed

8 B2F1 - Suite 130
(Surgical Center)

Recovery Nurses
Station Master Station — Danielle Wray 11/06/2023 Passed

9 B2F1 - Suite 130
(Surgical Center)

Recovery Nurses
Station Master Station — Danielle Wray 11/06/2023 Passed

10 B2F1 - Suite 130
(Surgical Center) Recovery Soiled Utility Master Station — Danielle Wray 11/06/2023 Passed

11 B2F1 - Suite 130
(Surgical Center) Womens Locker Room Master Station — Danielle Wray 11/06/2023 Passed

Fire Alarm v2–Annual

Customer: Hillside Medical Center
Building: 1019623 - HILLSIDE MEDICAL 1

Address: 250 Fame Ave, Ste 208, HANOVER, PA, 17331

Fire Alarm v2 | 11/10/2023 Page 28 of 33



Notification Devices
Bulk operator

All Devices in this section that are NOT listed below have been marked as: Passed

No devices were found for this section.

Inspector
Signature

Inspector
Name Charles Miller Date 11/10/2023
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Terms And Conditions
1. Limitation of Liability; Limitations Of Remedy. It is understood and agreed by the Customer that Company is not an insurer and that insurance coverage, if any, shall be obtained

by the Customer and that amounts payable to Company hereunder are based upon the value of the services and the scope of liability set forth in this agreement and are unrelated
to the value of the Customer's property and the property of others located on the premises. Customer agrees to look exclusively to the Customer's insurer to recover for injuries or
damage in the event of any loss or injury and that Customer releases and waives all right of recovery against Company arising by way of subrogation. Company makes no guaranty
or Warranty, including any implied warranty of merchantability or fitness for a particular purpose that equipment or services supplied by Company will detect or avert occurrences
or the consequences there from that the equipment or service was designed to detect or avert.<br />It is impractical and extremely difficult to fix the actual damages, if any, which
may proximately result from failure on the part of Company to perform any of its obligations under this agreement. Accordingly, Customer agrees that, Company shall be exempt
from liability for any loss, damage or injury arising directly or indirectly from occurrences, or the consequences therefrom, which the equipment or service was designed to detect or
avert. Should Company be found liable for any loss, damage or injury arising from a failure of the equipment or service in any respect, Company's liability shall be limited to an
amount equal to the agreement price (as increased by the price for any additional work) or where the time and material payment term is selected, Customer's time and material
payments to Company. Where this agreement covers multiple sites, liability shall be limited to the amount of the payments allocable to the site where the incident occurred. Such
sum shall be complete and exclusive. If Customer desires Company to assume greater liability, the parties shall amend this agreement by attaching a rider setting forth the amount
of additional liability and the additional amount payable by the Customer for the assumption by Company of such greater liability, provided however that such rider shall in no way
be interpreted to hold Company as an insurer. IN NO EVENT SHALL COMPANY BE LIABLE FOR ANY DAMAGE, LOSS, INJURY, OR ANY OTHER CLAIM ARISING FROM ANY SERVICING,
ALTERATIONS, MODIFICATIONS, CHANGES, OR MOVEMENTS OF THE COVERED SYSTEM(S) OR ANY OF ITS COMPONENT PARTS BY THE CUSTOMER OR ANY THIRD PARTY. COMPANY
SHALL NOT BE LIABLE FOR INDIRECT, INCIDENTAL OR CONSEQUENTIAL DAMAGES OF ANY KIND, INCLUDING BUT NOT LIMITED TO DAMAGES ARISING FROM THE USE, LOSS OF THE
USE, PERFORMANCE, OR FAILURE OF THE COVERED SYSTEM(S) TO PERFORM. The limitations of liability set forth in this agreement shall inure to the benefit of all parents,
subsidiaries and affiliates of Company, whether direct or indirect, Company's employees, agents, officers and directors.

2. Limited Warranty. COMPANY WARRANTS THAT ITS WORKMANSHIP AND MATERIAL FURNISHED UNDER THIS AGREEMENT WILL BE FREE FROM DEFECTS FOR A PERIOD OF NINETY
(90) DAYS FROM THE DATE OF FURNISHING. Where Company provides product or equipment of others, Company will warrant the product or equipment only to the extent warranted
by such third party. EXCEPT AS EXPRESSLY SET FORTH HEREIN, COMPANY DISCLAIMS ALL WARRANTIES, EXPRESS OR IMPLIED, INCLUDING BUT NOT LIMITED TO ANY IMPLIED
WARRANTIES OF MERCHANTABILITY OR FITNESS FOR A PARTICULAR PURPOSE WITH RESPECT TO THE SERVICES PERFORMED OR THE PRODUCTS, SYSTEMS OR EQUIPMENT, IF ANY,
SUPPORTED HEREUNDER. COMPANY MAKES NO WARRANTY OR REPRESENTATION, AND UNDERTAKES NO OBLIGATION TO ENSURE BY THE SERVICES PERFORMED UNDER THIS
AGREEMENT, THAT COMPANY'S PRODUCTS OR THE SYSTEMS OR EQUIPMENT OF THE CUSTOMER WILL CORRECTLY HANDLE THE PROCESSING OF CALENDAR DATES BEFORE OR
AFTER DECEMBER 31, 1999.

3. Indemnity. Customer agrees to indemnify, hold harmless and defend Company against any and all losses, damages, costs, including expert fees and costs, and expenses including
reasonable defense costs, arising from any and all third party claims for personal injury, death, property damage or economic loss, including specifically any damages resulting from
the exposure of workers to Hazardous Conditions whether or not Customer pre-notifies Company of the existence of said hazardous conditions, arising in any way from any act or
omission of Customer or Company relating in any way to this agreement, including but not limited to the Services under this agreement, whether such claims are based upon
contract, warranty, tort (including but not limited to active or passive negligence), strict liability or otherwise. Company reserves the right to select counsel to represent it in any such
action.

4. Hazardous Materials. Customer represents that, except to the extent that Company has been given written notice of the following hazards prior to the execution of this agreement,
to the best of Customer's knowledge there is no:

a. "permit confined space," as defined by OSHA, or space in which work must be performed that, because of its construction, location, contents or work activity therein,
accumulation of a hazardous gas, vapour, dust or fume or the creation of a risk of infectious disease

b. need for air monitoring, respiratory protection, or other medical risk
c. asbestos, asbestos-containing material, formaldehyde or other potentially toxic or otherwise hazardous material contained in or on the surface of the floors, walls, ceilings,

insulation or other structural components of the area of any building
d. All of the above are hereinafter referred to as "Hazardous Conditions". Company shall have the right to rely on the representations listed above. If hazardous conditions are

encountered by Company during the course of Company's work, the discovery of such conditions shall constitute an event beyond Company's control and Company shall have
no obligation to further perform in the area where the hazardous conditions exist until the area has been made safe by Customer as certified in writing by an independent
testing agency, and Customer shall pay disruption expenses and re-mobilization expenses as determined by Company. This agreement does not provide for the cost of
capture, containment or disposal of any hazardous waste materials, or hazardous materials, encountered in any of the Covered System(s) and/or during performance of the
Services. Said materials shall at all times remain the responsibility and property of Customer. Company shall not be responsible for the testing, removal or disposal of such
hazardous materials.

5. Equipment Disconnections. This represents Company's notice to you that the system(s)/device(s) listed on the face of this agreement as temporarily or permanently disconnected
are no longer in service and, thus, cannot detect, perform and/or report

6. General. Unless otherwise specified, work shall be performed during company's regular business hours,, exclusive of Saturdays, Sundays and Company holidays. All work is subject
to review and rebilling in accordance with the terms and conditions of Customer's agreement/contract with Company, if one is in effect. Company shall not be responsible for failure
to render services due to causes beyond its control, including but not limited to material shortages, work stoppages, fires, civil disobedience or unrest, severe weather, fire or any
other cause beyond the control of Company. Customer is aware that the Limitation of Liability and other provisions set forth in any existing agreement/contract, if one is in effect, or
set forth above, apply to services performed and materials supplied. The terms of this agreement shall govern notwithstanding any inconsistent or additional terms and conditions
in any purchase order or other document submitted by Customer.
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DEFICIENCY IMAGE APPENDICES

LOCATION DESCRIPTION DEVICE BARCODE TYPE IMAGES

B1F1 - Suite 104 MRI Equipment Room Duct Detector — FUNCTIONAL FAILURE DEFICIENCY IMAGES APPENDIX 1.1

FAILURE REASON: Did not alarm the panel
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DEVICE NOTE IMAGE APPENDICES
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BUILDING NOTES IMAGES APPENDIX

Notes:
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